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Coagulation and ﬂocculation processes have been utilized in municipal scale drink-
ing water treatment plants for many decades. Coagulation mechanisms have been
deﬁned and ﬂocculation parameters have been tested in many studies. However,
this knowledge has not been successfully aggregated into an overarching theory
of coagulation and ﬂocculation that can be applied to the design, construction,
and operation of drinking water treatment plants. To this end, a prototype chem-
ical dose controller was designed and tested to be used in conjunction with a
linear ﬂow meter for the accurate and consistent dosing for coagulant chemicals
into the inﬂuent water in a plant. Scalable, physically based algorithms for the
automated design of the ﬂow meter and dose controller are available online at
aguaclara.cornell.edu.
A bench-scale water treatment plant apparatus with a hydraulic ﬂocculator
was created and validated to quantify ﬂocculation performance for a wide array
of conditions. Extensive data processing was also carried out to characterize the
sedimentation of the ﬂocculated suspensions. This powerful combination of bench-
scale reactors and data analysis was used to study the rate of formation of PACl
aggregates upon mixing with inﬂuent water and the eﬀect of aggregate size on
the subsequent formation of ﬂocs that can be readily removed by sedimentation.
Results show that, under the experimental conditions tested in this research, PACl
self-aggregation consistently lowers attachment eﬃciency of the colloidal suspen-
sion, reduces the eﬀectiveness of the ﬂocculator, and reduces turbidity removal.
Optimal performance is best accomplished by immediate, rapid, and eﬃcient mix-
ing of PACl with the inﬂuent water.
Mechanistically-based scalable algorithms for design and performance of hy-
draulic ﬂocculators were developed in another study based on observations of resid-
ual turbidity for a range of inﬂuent turbidities (5−500NTU) and coagulant doses
(0.01 − 0.15mM), for two hydraulic residence times (800 s and 1200 s) and for
two coagulant types (polyaluminum chloride and aluminum sulfate). Seemingly
disparate results were uniﬁed through creation of a composite design parameter
that considers collision potential in the ﬂocculator and coagulant surface coverage
of colloids. When calibrated properly to the coagulant and source water to be
treated, the predictive model is expected to be a powerful tool in the design and
operation of hydraulic ﬂocculators.
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CHAPTER 1
INTRODUCTION
This research was completed as part of the AguaClara program at Cornell Uni-
versity. AguaClara at Cornell researches and designs sustainable, robust, gravity-
powered, municipal-scale drinking water treatment plants. Prominent among the
group's many accomplishments to date are the eight AguaClara-designed water
treatment plants serving 27,000 people in Honduras. In accordance with the de-
sign philosophy, the research presented here was motivated by the need for scalable,
optimized treatment processes that are based on defensible science and that are
fully functional in the ﬁeld. While other researchers have focused on particular con-
ditions or theories, strong links to the ﬁeld kept this research as broadly applicable
as possible.
In chapter 2, the journey of a coagulant particle begins as it leaves the chemical
stock tank at a water treatment plant and is accurately metered into the entrance
tank with the help of two AguaClara inventions, the Linear Flow Oriﬁce Meter
(LFOM) and Linear Chemical Dose Controller (LCDC). These technologies have
been developed and reﬁned over several years out of necessity; there are no other
devices available that meet the criteria in the design philosophy and provide ac-
curate gravity-powered chemical dosing with minimal intervention on the part of
the operator. The ﬁnal designs for the LFOM and LCDC have been expressed
in scalable algorithms which allow them to be deﬁned and drawn in AutoCAD
(in conjunction with all other treatment processes) by the AguaClara Automated
Design Tool (ADT). This tool provides free engineering designs to anyone with an
internet connection at aguaclara.cornell.edu/design.
In chapter 3, a laboratory scale water treatment plant apparatus is described.
Frequently, jar tests are performed to study ﬂocculation. Jar tests are batch sys-
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tems with nonuniform energy dissipation rates where the only measurable per-
formance parameter is the residual turbidity. The shortcomings of the jar test
led to the development of the Flocculation Residual Turbidity Analyzer (FReTA).
FReTA can continuously and non-destructively measure the turbidity of the par-
ticles that aggregate in a coiled tube ﬂocculator upstream. FReTA also provides
the ability to monitor ﬂoc settling velocity throughout sedimentation. The com-
bination of non-destructive measurement and powerful computation lends FReTA
to be used in many possible coagulation and ﬂocculation studies.
In chapter 4, FReTA was used to monitor the inﬂuence of PACl aggregate
size on ﬂocculation performance. When rapid mixing is insuﬃcient to disperse the
PACl, it will tend to self-aggregate at neutral pH instead of adsorbing to the surface
of the colloids. This results in lower fractional surface coverage of the colloids and
higher residual turbidities. These results also suggest that colloid surface coverage
by coagulant, more than surface charge, determines the eﬃciency of ﬂocculation.
In chapter 5, the idea of surface coverage is explored further as part of a pre-
dictive ﬂocculation model. Two adjustable model parameters were ﬁt to data from
over 136 experiments, entailing 244,800 observations to create a model (R2 ≈ 0.9)
that is applicable over a range of sedimentation tank capture velocities and that
accurately reﬂects the eﬀects of coagulant dose, raw water turbidity, ﬂocculator
residence time, and coagulant type. When calibrated properly to the coagulant
and source water to be treated, the predictive model is expected to be a powerful
tool in the design and operation of hydraulic ﬂocculators.
2
CHAPTER 2
GRAVITY-POWERED CHEMICAL DOSE CONTROLLER FOR
SUSTAINABLE, MUNICIPAL-SCALE DRINKING WATER
TREATMENT
2.1 Abstract1
Accurate chemical dosing in water treatment plants is imperative to ensure op-
timal eﬃciency of ﬂocculation and disinfection. Design algorithms, calibration
techniques, and standardized components are presented for a linear ﬂow oriﬁce
meter (LFOM) and a linear chemical dose controller (LCDC). These coupled sys-
tems allow water treatment plant operators to easily and reliably set and maintain
the desired doses of coagulant and disinfectant. The combined system adjusts the
chemical ﬂow rate automatically in response to changes in plant ﬂow rate to main-
tain the target chemical dose. The LFOM maintains a linear relationship between
height of water in the entrance tank and plant ﬂow rate. A lever and ﬂoat are used
to create a direct relationship between the plant ﬂow and chemical ﬂow produced
by the LCDC. A linear relationship between head loss and chemical ﬂow in the
LCDC is created by using the major head loss through a small diameter tube to
control the chemical ﬂow rate. Experimental tests are described that minimize
minor losses and verify performance of the LCDC.
2.2 Introduction
The accurate application of coagulant prior to rapid mix and the addition of dis-
infectant after ﬁltration are essential to the production of safe, clean drinking
1The contents of this chapter have been submitted to Journal of Environmental Engineering,
with co-authors M.L. Weber-Shirk and L.W. Lion.
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water at municipal drinking water treatment facilities. Reliable and easily main-
tained chemical dosing systems are vital. Many municipal water treatment plant
chemical dosing systems rely on electronic supervisory control and data acquisition
(SCADA) dose control systems to regulate the addition of coagulant and disinfec-
tant. SCADA control systems are complex and require multiple interdependent
technology platforms including sensors, signal convertors, microprocessors, soft-
ware, and variable speed pumps. SCADA-type technology platforms also often
rely on proprietary components and require a high level of technical expertise in
each platform for maintenance. As a consequence, SCADA dose control systems
have many failure modes and a signiﬁcant number of the ensuing failures can
require either replacement of specialized parts or the presence of highly trained
technicians. These systems may be appropriate in facilities that have ready access
to replacement part suppliers and that have ﬁnancial capacity to pay the high
labor costs for maintenance and technical support. However, SCADA-based water
treatment plants perform poorly where replacement parts are not easily obtained
and are commonly abandoned in developing countries when critical components
malfunction. Simpliﬁed chemical dosing systems underpinned by sophisticated de-
signs have been created to promote sustainable operation and are presented in this
paper.
2.2.1 Design Constraints for Sustainability:
The AguaClara Program at Cornell University has developed a set of design guide-
lines for the creation of sustainable water treatment technologies. These guidelines
embody lessons learned from years of experience inventing new technologies and
taking them to full scale implementation through the program's collaboration with
Agua Para el Pueblo in Honduras. The AguaClara drinking water treatment plants
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represent a new paradigm with a focus on the interaction between the plant op-
erator and the technology. The design guidelines used by the AguaClara program
that directly inﬂuenced the creation of the chemical dose controller and ﬂow mea-
surement systems described here are as follow:
To be operator-friendly, economical, and resilient, municipal scale water treat-
ment plant designs must...
 be optimized for low cost and high performance.
 be easy to construct using low-precision construction techniques.
 minimize use of moving parts.
 operate without electricity.
 be observable (no sealed reactors) so that the plant operator can receive
appropriate feedback for performance of every step of the treatment process.
 operate without requiring numerical calculations.
 use chemical dosages that can be set directly by the operator.
 be maintainable by one person.
A common method of chemical dosing employed in developing countries is the drip
feed system consisting of a chemical stock tank with a small oriﬁce through which
the chemical exits (WHO, 2008). These systems are unable to maintain a con-
stant chemical feed rate since the chemical ﬂow rate decreases as the liquid level
in the chemical stock tank drops. A ﬂoating bowl chlorinator is an example of a
dosing system that addresses this problem and maintains a constant ﬂow rate by
maintaining a constant driving head even as the liquid level varies (Brikke and
Bredero, 2003). However, this system and other stand alone chemical ﬂow con-
trollers regulates the chemical ﬂow rate rather than the chemical dose. Chemical
ﬂow controllers require the operator to adjust the chemical ﬂow rate when the plant
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ﬂow rate is changed and that adjustment is generally by trial and error. Chemical
ﬂow controllers represent a level of simplicity that functions reliably but delivers
less than what a water treatment plant operator needs.
A diﬀerent solution to the chemical dosing challenge can be obtained given the
goals of maximizing reliability, reducing costs, minimizing the use of components
that are not available in the local hardware store, and empowering plant oper-
ators to maintain and repair the dosing systems. Reliability can be maximized
by reducing the number of components and technology platforms. The number
of technology platforms can be substantially reduced by using analog kinematics
that connect linearized ﬂow measurement to linearized ﬂow control and completely
eliminating the dependence on software, digital electronics, chemical pumps, and
electricity. Dose controllers that use a minimum number of components can be
described as simplicity on the other side of complexity. This type of dosing system
requires sophisticated design methods (complexity), however the resulting device
is simple to understand and easy to operate and maintain.
The AguaClara plant dose controller that has been implemented in several
water treatment plants by the AguaClara program of Agua Para el Pueblo in
Honduras has a minimum number of parts and can be easily repaired if a problem
is discovered. The dosing system has two main components: (1) a linear ﬂow oriﬁce
meter (LFOM) that creates a linear variation between water height and plant ﬂow
and (2) a linear chemical dose controller (LCDC) that provides a chemical ﬂow that
is directly proportional to plant ﬂow rate. The design, construction, and testing
of these components are described below.
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Figure 2.1: Diagram of the Sutro weir
2.3 Theory and Design
2.3.1 Linear Flow Oriﬁce Meter
The Sutro Weir developed by Victor Sutro in 1915 mimics a Stout weir and creates
a linear relationship between height of water and ﬂow rate. A Stout weir is a theo-
retical ﬂow control device in which weir width is proportional to 1/
√
water height.
It is not physically possible to fabricate such a device because the base would be
inﬁnitely wide. The Sutro weir, shown in Figure 2.1 serves as a practical alterna-
tive to the Stout weir. The width of the base, W , and upper portion of Sutro weir,
y, as a function of height can be calculated by Equations 2.1 and 2.2, respectively.
W =
QMax
H
3/2
SutroCD
√
3gΠSutro
(2.1)
y =
W
2
[
1− 2
pi
arctan
(√
zSutro
s
)]
(2.2)
whereW is the width of the rectangular base of the weir, QMax is the maximum
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ﬂow through the weir,HSutro is the total height of the weir measured from s/3 above
the bottom of the rectangular weir, ΠSutro is
2s
3HSutro
, CD is a discharge coeﬃcient,
g is acceleration due to gravity, zSutro is the vertical distance from the start of a
curved section, and s is the height of the rectangular base (Thandaveswara, 2012).
The theoretical ﬂow through the Sutro weir, QSutro, is described by Equation 2.3.
QSutro =
W
2
(
2CD
√
2gsh
)
(2.3)
where h is the vertical height of water measured from s/3 above the bottom of the
rectangular weir. Equation 2.3 is only valid when the height of water is above the
rectangular portion (h ≥ 2s/3).
Accurate fabrication of a Sutro weir is somewhat diﬃcult and the Sutro weir
has the unfortunate property that the ﬂow rate does not actually go to zero when
h = 0 because the rectangular opening extends below the datum used for the lin-
ear relationship between ﬂow and height. These two disadvantages were addressed
in the linear ﬂow oriﬁce meter (LFOM) described in this paper. The LFOM ap-
proximates a Sutro weir using a vertical PVC pipe with a pattern of identically
sized holes that create a linear relationship between water height and plant ﬂow.
The simple construction of the LFOM eliminates the need for skilled labor and
uses readily available materials and tools. The LFOM is typically located in the
entrance tank of the water treatment plant where water ﬂows through the oriﬁces
created by the holes in the vertical pipe on its way to rapid mix and ﬂocculation.
The ﬂow through each individual hole, QOrifice, is described by the vertical oriﬁce
equation (Equation 2.4). With correct placement of multiple holes, the overall ﬂow
can be rendered linear with respect to height of water in the tank, justifying the
designation as a Linear Flow Oriﬁce Meter (LFOM).
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QOrifice = Πvc
√
2g
min(DOrifice,h)ˆ
0
DOrificesin
[
acos
(
2z
DOrifice
)]√
h− zdz (2.4)
where Πvc is the cross-sectional area of the constricted ﬂow divided by the area of
the oriﬁce caused by the vena contracta for the oriﬁce (Πvc = 0.62 for all cases),
DOrifice is the diameter of the oriﬁce, z is integrated from 0 to the minimum of
the oriﬁce diameter and height of water (min(DOrifice, h)), and h is the height of
water above the bottom of the oriﬁce (Franz and Melching, 1997).
There are many potential approaches to the design of an oriﬁce based linear
ﬂow meter. The design presented here uses a vertical PVC pipe of appropriate
diameter (based on plant ﬂow as described below), a single standard sized drill bit,
a minimum number of holes, and a target water level change that is appropriate
to drive the dose controller. The algorithm that creates the LFOM hole pattern
compensates for the fact that the oriﬁces are all the same size and that there must
be an integer number of rows of oriﬁces and an integer number of oriﬁces in each
row. The algorithm steps are as follow:
1. calculate the minimum diameter of the vertical pipe required to maintain
supercritical ﬂow at the bottom of the LFOM.
2. calculate the row spacing to allow use of a large oriﬁce size to minimize the
number of holes drilled.
3. calculate the oriﬁce size constrained to be a standard drill bit size, smaller
than the row spacing.
4. calculate the number of oriﬁces in each row starting at the bottom row.
The LFOM pipe must be large enough in diameter to ensure that the pressure
inside the LFOM at the bottom row of oriﬁces is atmospheric and that the ﬂow
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inside the LFOM is supercritical. Supercritical ﬂow in the LFOM ensures that it
is unaﬀected by changes in downstream water levels. Each oriﬁce jet accelerates
downward due to gravity and the jets collide and exchange momentum. The very
bottom of the LFOM has the highest ﬂow rate inside the pipe and this ﬂow velocity
must be high enough so that the LFOM pipe is not completely full of water. The
average vertical velocity of water at the very bottom inside the LFOM can be
obtained by applying free fall acceleration to each oriﬁce jet and then applying
conservation of momentum in the vertical direction to obtain the average vertical
velocity. This analysis can be simpliﬁed substantially by using the Stout weir
equation to approximate the vertical velocity of the free falling water at the bottom
of the LFOM weir (Equation 2.5). The velocity of water exiting the Stout weir as
a function of height when the weir is fully submerged, h = HStout, is:
VStout =
√
2g (HStout − z) (2.5)
The Stout weir equation for the width of the weir as a function of height, z, is:
WStout =
2Q
HStoutΠvcpi
√
2gz
(2.6)
where Q is the ﬂow through the Stout weir when the constant water depth is HStout
and Πvc is the vena contracta coeﬃcient, 0.62.
The average velocity of the falling water at the bottom of the Stout weir,
VStoutz=0 , can be obtained by integrating over the depth of the weir to obtain the
total momentum in the vertical direction of the falling water when it arrives at the
bottom of weir. The average velocity at the bottom of the weir is then obtained by
dividing the total momentum by the total mass ﬂux. The water enters the Stout
weir with no vertical velocity. The vertical velocity obtained by the time it reaches
the bottom of the weir is given by
√
2gz.
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VStoutz=0 =
´ HStout
0
ρWaterVStoutWStoutΠvc
√
2gzdz
ρWaterQ
(2.7)
where ρWater is the density of water. Substituting equations 2.6 and 2.5 into
Equation 2.7 and simplifying gives:
VStoutz=0 =
4
√
2gHStout
3pi
(2.8)
Although the total eﬀective width vs height for an LFOM is slightly diﬀerent
than for the Stout weir, Equation 2.8 can be used to estimate the vertical velocity of
water at the bottom of the LFOM. For an LFOM withHLFOM = 20 cm, VStoutz=0 =
0.841m/s. A wide range of plant ﬂow rates can be accommodated by a maximum
height of 20 cm through the LFOM. The cross-sectional area and diameter of the
pipe, can then be found by Equations 2.9 and 2.10 respectively.
ALFOM = ΠSafety
Q
VStoutz=0
(2.9)
DLFOM = 2
√
ALFOM
pi
(2.10)
where ΠSafety is a safety factor (1.5 used here) that ensures that the velocity at
the bottom of the LFOM pipe is more than adequate to ensure that the pipe is not
full of water and thus the pressure inside the LFOM is atmospheric. In the design
algorithm, the LFOM pipe inner diameter is rounded up to the nearest available
pipe size.
Before the surface area of the LFOM can be distributed as a series of oriﬁces,
the vertical center-to-center spacing of the rows of oriﬁces, BRow must be found.
The design calculation is initialized with two oriﬁces in the top row of oriﬁces
(Equation 2.12); however, this number may subsequently be changed as the algo-
rithm progresses. The width of the top of the Stout weir, WStoutz=HLFOM , is used to
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approximate the average width of the weir corresponding to the top row of oriﬁces
in the LFOM.
BRowMaxWStoutz=HLFOM = 2
piD2Orifice
4
(2.11)
oriﬁce diameter, DOrifice, is assumed to equal to the maximum row height allowing
Equation 2.11 to be solved for the maximum row height.
BRowMax =
2
pi
WStoutz=HLFOM (2.12)
The number of rows of oriﬁces, NRows, is obtained by dividing the user speciﬁed
maximum height of the LFOM, HLFOM , by BRowMax and rounding up to the
nearest integer with the additional constraint that the total number of rows be
between 4 and 10. Linearity between water height and ﬂow is poor when the water
level is in the ﬁrst row of oriﬁces and Equation 2.4 applies. AguaClara water
treatment plants use a minimum of 4 rows to provide a linear response down to
25% of the maximum ﬂow rate. Accuracy increases with the addition of more rows
and is quite high with 10 rows. There is no advantage to having more than 10 rows
as more rows require drilling more holes but does not greatly improve accuracy.
The next design step is to calculate the oriﬁce diameter. The top row of oriﬁces
will contain at least one hole. Thus, the oriﬁce area, ATopOrifice, in the top row
must be equal to or less than the theoretical stout weir area corresponding to the
top row (Equation 2.13). An estimate of the area of the top row of oriﬁces is
obtained by integrating Equation 2.6.
pi
4
D2OrificeMax = ATopOrifice =
HLFOMˆ
HLFOM−BRow
2Q
HLFOMΠvcpi
√
2gz
dz (2.13)
where DOrificeMax is the maximum oriﬁce diameter, Q is the maximum plant rate,
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g is acceleration due to gravity, and z is the LFOM height over which the equation
is integrated.
The diameter of the oriﬁces, DOrifice, is constrained to be less than DOrificeMax,
and also less than BRow and rounded down to the nearest available drill bit size.
All oriﬁces in the LFOM design will have this diameter to simplify fabrication.
The maximum number of oriﬁces that will physically ﬁt along the circumference
of the LFOM pipe, NMaxOrificeperRow, is another constraint (Equation 2.14) that is
important for high ﬂow rates. The minimum spacing between oriﬁces needed to
maintain the structural integrity of the pipe, SMinSpacing, is 5mm.
NMaxOrificeperRow =
piDLFOM
DOrifice + SMinSpacing
(2.14)
If the number of oriﬁces required in the bottom row exceeds the maximum
number of oriﬁces that ﬁt in the circumference of the pipe then the design must
be modiﬁed by either increasing the height of the LFOM or by further increasing
the diameter of the pipe.
The ﬁnal step in designing the LFOM is to calculate the number of oriﬁces in
each row. Because the ﬂow rate through the LFOM is linearly proportional to the
height of water in the entrance tank, the expected ﬂow rate through the LFOM,
QNsubmerged, when NSubmerged rows of oriﬁces are submerged is equal to Equation
2.15.
QNsubmerged = Q
BRowNSubmerged
HLFOM
(2.15)
With an oriﬁce diameter and an expected ﬂow rate per row, the number of
oriﬁces per row, NOrifices, can be calculated for each row using Equation 2.16
starting at the bottom and incrementing NSubmerged. The vertical oriﬁce equation
(Equation 2.4) is used to ﬁnd the ﬂow through a single oriﬁce, QOrifice. As the
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Table 2.1: Summary of Design Speciﬁcations for a Linear Flow Oriﬁce Meter
(LFOM)
Input Value
QPlant 10L/s
Drill Bits US Standard
HLFOM 20 cm
SMinSpacing 5mm
Output Value
BRow 2 cm
DLFOM 15.2 cm (6 in)
DOrifice 1.9 cm (0.75 in)
ErrorMax 0.34%
number of oriﬁces in each row is calculated, the ﬂow provided by the lower rows,
QN−1submerged, is subtracted from the total expected ﬂow, QNsubmerged, based on
their depth of submergence to obtain ﬂow required through the row of oriﬁces
being calculated. The required ﬂow through the row being calculated is divided
by the ﬂow per oriﬁce, QOrifice from (Equation 2.4), and the result is rounded to
the nearest integer to obtain the number of oriﬁces required. Once the LFOM
pattern of oriﬁces is drilled, the ﬂow rate that corresponds to the water height at
each row of the LFOM pattern can be written on the LFOM pipe itself, allowing
the operator to read the ﬂow rate directly, avoiding the need for mathematical
calculations.
NOrifices =
QNsubmerged −QN−1submerged
QOrifice
(2.16)
Table 2.1 provides an example of the input and output design parameters for
an LFOM for a plant with a maximum design ﬂow of 10 L/s. Figure 2.2 shows
equivalent designs for the Sutro weir and LFOM with their respective ﬂow proﬁles.
Flow through the LFOM as a function of depth remains linear when oriﬁces are
partially full. Custom designs for LFOMs may be obtained at no charge from the
AguaClara Design Tool (aguaclara.cornell.edu/design).
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Figure 2.2: Performance of a) a Sutro weir and b) a LFOM designed to provide
a 10L/s ﬂow over a vertical distance of 20 cm. Both images are scaled, with the
x-axes representing both 0 − 20L/s and 0 − 20 cm. The Sutro weir equation is
only valid when the height of water is above the rectangular portion. Therefore,
the equation for ﬂow over a rectangular weir, QRect =
2
3
WCD
√
2g (Hd + s/3)
2/3,
was used to calculate the ﬂow for the Sutro weir when the height of water is less
than s. The base of the Sutro weir, W , is 9.76 cm, the height of the rectangular
portion, s, is 4 cm. The oriﬁces in the LFOM are 1.905 cm (3/4 in.) in diameter
and the row height, BRow, is 2 cm.
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2.3.2 Linear Chemical Dose Controller
With the linear relationship between height of water in the entrance tank and
plant ﬂow rate provided by the LFOM, the linear chemical dose controller (LCDC)
utilizes a ﬂoat in the entrance tank and a lever to connect the chemical ﬂow rate
to plant ﬂow rate. When the plant ﬂow rate increases, the water level in the
entrance tank rises proportionally, and the ﬂoat and lever arm rise as illustrated in
Figure 2.3. A stock tank provides a reservoir of the chemical solution (coagulant
or disinfectant) and is connected to a constant head tank. The constant head tank
is regulated by a ﬂoat valve which keeps the chemical depth constant. A small
diameter tube, referred to here as the dosing tube, leads from the stock tank to a
connector tube and then to a vertical drop tube that delivers the chemical to the
chemical injection point. The chemical ﬂow rate is controlled by the length of the
dosing tube and the elevation head driving the ﬂow - the vertical distance between
the chemical surface in the constant head tank and the outlet of the connector tube
where it reaches the vertical drop tube. The vertical drop tube is connected to the
lever arm via a slider. The plant operator sets the slider at the desired coagulant
dose based upon characteristics of the inﬂuent water. A locking mechanism holds
the slider in place on the lever arm. The ﬂoat attached to the lever arm changes
elevation in response to plant ﬂow rate changes, thus changing the elevation of the
dosing tube outlet, and maintaining a constant chemical dose. The LCDC is a
semi-automated dosing system that allows the plant operator to set and maintain
a chemical dose over time-varying plant ﬂow rates in a visually-accessible system.
Dosing changes are made without requiring calculations.
The LCDC uses major head loss in the dosing tube to regulate chemical ﬂow.
The linear relationship between major head loss and the chemical ﬂow rate is given
by the Hagen-Poiseuille equation (Equation 2.17).
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Figure 2.3: Linear chemical dose controller schematic under conditions of: a) no
ﬂow, b) maximum ﬂow, and c) maximum ﬂow with a lower chemical dose.
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QC =
hfgpiD
4
Tube
128νLTube
(2.17)
where QC is the chemical ﬂow rate, hf is the major head loss, DTube is the inner
diameter of the dosing tube, ν is the kinematic viscosity of the chemical solution,
g is the acceleration due to gravity, and LTube is the length of the small diame-
ter dosing tube. The Hagen-Poiseuille equation assumes that the chemical ﬂow
is laminar, viscous and incompressible. The equation also assumes that the ﬂow
passes through a straight tube with a constant circular cross-section that is signif-
icantly longer than its diameter. Laminar ﬂow in the dosing tube is indicated by a
Reynolds number, Re, less than 2100 (discussed below). The assumption that ma-
jor head loss regulates ﬂow requires that minor losses be minimized. Experiments
related to minimization of minor losses are discussed below.
A number of constraints are applied to the design of the LCDC to ensure that
the simplest functional solution is chosen. The design algorithm calculates several
key parameters for all available dosing tube diameters and chooses the design with
the minimum number of tubes and maximum allowable tube length. The algorithm
steps are as follows:
1. calculate the maximum ﬂow rate through each available dosing tube diameter
that keeps error due to minor losses below 10%.
2. calculate the total chemical ﬂow rate that would be required by the treatment
system for the maximum chemical dose and the maximum allowable stock
concentration.
3. calculate the number of dosing tubes required if the tubes ﬂow at maximum
capacity.
4. calculate the length of dosing tube(s) that correspond to each available tube
diameter.
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5. select the longest dosing tube that is shorter than the maximum tube length
allowable based on geometric constraints.
6. select the dosing tube diameter, ﬂow rate, and stock concentration corre-
sponding to the selected tube length.
For the majority of inputs, limiting the eﬀect of minor losses dictates the design.
This constraint is addressed by solving a system of equations where LTube and the
maximum chemical ﬂow rate, QMaxError, are both unknown. Rearranging equation
2.17 gives the mechanical energy loss due to shear on the tube wall or major head
loss:
hf =
128νLTubeQC
gpiD4Tube
(2.18)
where hf is the major head loss, which is the lost mechanical energy expressed as a
change in elevation. Minor head loss is the mechanical energy loss to deceleration
of the ﬂuid caused by changes in the ﬂow geometry and can be calculated by
Equation 2.19.
he =
8Q2C
gpi2D4Tube
∑
K (2.19)
where
∑
K is the sum of the minor loss coeﬃcients, all of which use the average
velocity in the tube as their reference velocity. The total head loss, hL, is the sum
of the major and minor losses.
hL = hf + he (2.20)
The maximum departure from the idealized linear relationship between ﬂow
and head loss is equal to the minor loss contribution normalized by the total head
loss (Equation 2.21).
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ΠLinearError =
he
hL
(2.21)
The maximum ﬂow for a dosing tube will produce an error of ΠLinearError,
which is limited to 10% in the design algorithm. This maximum allowable ﬂow
rate, QMaxError, based on allowable error can be obtained by substituting Equation
2.19 into Equation 2.21 and solving for QC
QMaxError =
pi
4
D2Tube
√
2ghLΠLinearError∑
K
(2.22)
There is a maximum ﬂow rate for each chemical dosing tube diameter. The
array of tube diameters is determined by the available tubes and barbed ﬁttings
on the market.
The ﬂow through the dosing tube must be laminar and this sets an upper
bound on the tubing diameter that can be used. Equation 2.22 can be solved for
the maximum average velocity by dividing by the cross sectional area of the tube.
VMaxError =
√
2ghLΠLinearError∑
K
(2.23)
The laminar ﬂow constraint is met when the Reynolds number, Re, is less
than the value representing the transition to turbulence, ReTransition = 2100, and
prevents the use of large diameter tubes that would also correspond to very long
dosing tubes.
Re =
V DTube
ν
(2.24)
The maximum tubing diameter, DTubeMax than can be used at the maximum
ﬂow rate and still maintain laminar ﬂow is obtained by substituting Equation 2.23
into Equation 2.24 and solving for the tubing diameter.
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DTubeMax = νReTransition
√ ∑
K
2ghLΠLinearError
(2.25)
The minimum chemical ﬂow rate required by a water treatment plant, QMin,
given the maximum allowable stock concentration, CStockMax, is
QMin =
QPlantCDoseMax
CStockMax
(2.26)
where CDoseMax is the maximum required dose in the plant and CStockMax is the
maximum allowable stock concentration. The number of tubes required to deliver
that ﬂow rate, NTube, for each available tube diameter is calculated and rounded
up to the nearest integer.
NTube =
QMin
QMaxError
(2.27)
Because the design uses a discrete number of tubes and discrete tube diameters,
the actual maximum ﬂow through all tubes, QC is calculated for each available tube
diameter (Equation 2.28).
QC = QMaxErrorNTube (2.28)
This algorithm maximizes the ﬂow through each dosing tube to reduce the
required length of the dosing tubes. If lower ﬂow rates were used, the tubing
would need to be made longer to achieve the target head loss. The concentration
of the chemical stock, CStock, is calculated for each available tube diameter because
of its eﬀect on the chemical viscosity, ν (Equation 2.29). Variation of coagulant
viscosity with concentration was experimentally determined and is discussed below.
CStock =
QPlantCDoseMax
QC
(2.29)
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Table 2.2: Summary of Design Speciﬁcations for a Linear Chemical Dose Controller
(LCDC)
Input Value
QPlant 10L/s
TubeDiameters US Standard
hL 20 cm∑
K 4
ΠLinearError 0.1
CStockMax 400 g/L
CDoseMax 60mg/L
LTubeMax 2m
Output Value
DTube 3.175mm (1/8 in)
LTube 1.03m
NTube 1
QC 2.3mL/s
CStock 260 g/LPACl
The tube lengths that correspond to the available tube diameters are based
on the relationship between the maximum error and major and total losses by
combining Equations 2.18, 2.19, 2.20, 2.21, and 2.22 and solving for the tube
length.
LTube = (1− ΠLinearError) D
2
Tube
64ν
√
2ghL
∑
K
ΠLinearError
(2.30)
The length of the tube increases with the square of the tubing diameter. This
creates a practical upper limit on the tubing diameter that can be used while
maintaining a length of tubing that can be accommodated easily in the water
treatment plant. The optimal design is chosen by selecting the tube diameter,
stock concentration, and chemical ﬂow rate that correspond to the longest tube
that does not exceed the maximum length speciﬁed by the user.
The parameters noted above are summarized in Table 2.2 for an example plant
with a maximum ﬂow of 10L/s and are implemented in a design algorithm to
select a dosing tube diameter and length, chemical stock tank concentration, and
number of dosing tubes. The resulting designs for diﬀerent plant ﬂow rates are
shown in Figure 2.4. Custom designs for chemical dose controllers may be obtained
from the AguaClara Design Tool (aguaclara.cornell.edu/design).
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Figure 2.4: LCDC design algorithm results for plant ﬂow rates 1− 75L/s. As the
ﬂow rate changes, the dominating constraint may change causing the values given
by the algorithm to ﬂuctuate. The discontinuities shown are caused by the discrete
sizes of tubing and the requirement of an integer number of tubes. For example
at approximately 3L/s the algorithm changes the speciﬁed diameter of the dosing
tube from 2.38 mm (3/32 in) to 3.175 mm (1/8 in) and the doser tube length and
coagulant concentrations must both change to maintain constant dose.
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2.4 Experimental Methods
2.4.1 Determination of minor head loss coeﬃcient
If the major losses dominate minor losses, the linear relationship between the
chemical ﬂow rate and the major head loss described by Equation 2.17 would be
maintained. Minor head losses caused by ﬂow expansions and contractions as well
as tube curvature are proportional to the square of the chemical ﬂow rate. The
magnitudes of the minor head losses were modeled in tandem with experimental
analysis to minimize their sources. The total head loss through the system (hL) is
the sum of the major (hf ) and minor (he) head losses. Therefore, the total head
loss through the system can be represented as:
hL =
128νLTube
gpiD4Tube
QC +
8
∑
K
gpi2D4Tube
Q2C (2.31)
There are two terms in Equation 2.31, one with a linear relationship between
head loss and chemical ﬂow rate, the other non-linear. The minor head loss coeﬃ-
cient can only be roughly estimated by summing standard values for each change
in ﬂow path, but should be experimentally determined. The minor head loss coeﬃ-
cient for the tested tubing conﬁguration was determined from the array of observed
ﬂow rate data and total head loss values using Equation 2.31. Once
∑
K is de-
termined for a particular tubing conﬁguration, it can be used to design similar
systems for all tube diameters and lengths.
2.4.2 LCDC Prototype Calibration and Testing
LCDC performance tests were conducted in the laboratory using a stationary test
stand to simulate changes in plant ﬂow rate. The end of the lever arm that would
normally connect to the ﬂoat was adjusted by inserting a metal pin into holes
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at speciﬁed elevations in the test stand. By setting the driving head directly,
deviations from the expected ﬂow rates were attributed to minor losses only. With
the slider at the maximum dose, the ﬂow rates through the small diameter dosing
tubes and the large diameter connector tubes were measured for tube lengths of
1.32m to 2.56m and driving head 0− 20 cm in 4 cm increments. At each position,
three 60 second ﬂow tests were performed and the mean was compared to the
expected ﬂow rates. Field tests must ultimately verify that the the maximum
desired coagulant ﬂow rate can be achieved.
Calibration of the LCDC system in the ﬁeld requires adjusting the length of
the chain that connects the ﬂoat to the lever arm to ensure that the lever arm is
horizontal at zero plant ﬂow with the slider at maximum chemical dose. Next, with
the lever arm still horizontal, the constant head tank must be raised or lowered so
that there is no ﬂow through the dosing tube until the lever arm ﬂoat is raised. The
plant ﬂow should then be set to maximum and the chemical ﬂow rate measured.
If the ﬂow rate is diﬀerent than predicted by the algorithm, the length of the
dosing tube(s) should be adjusted to achieve less than 5% error at the maximum
chemical ﬂow rate (maximum dose and maximum plant ﬂow rate). Guidelines for
calibration suggest starting with a dosing tube 10% longer than calculated by the
design algorithm and then shortening it in 2 cm increments until a satisfactory
agreement wit the maximum ﬂow is obtained.
2.5 Results
2.5.1 Minimizing the Minor Loss Coeﬃcient
Minor losses in the LCDC system cause the ﬂow rate to become increasingly non-
linear with respect to head loss, increasing the errors in dosing. Since minor losses
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are caused by changes in the ﬂow geometry, several dosing tube conﬁgurations were
tested to quantify their impact on the sum of the minor loss coeﬃcients (Figure
2.5).
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Figure 2.5: Minor loss coeﬃcients for alternative tubing conﬁgurations. Values
are an average of three trials for a 1.42m dosing tube over a range of head losses
(0.− 20 cm).
Tube curvature was found to be a signiﬁcant source of minor losses. Perfectly
straight tubing had the lowest
∑
K value (2.74). The highest measured loss co-
eﬃcient (10.36) was observed when the tubing was allowed to drape freely. The
optimal tube conﬁguration that allowed the needed ﬂexibility was obtained by re-
ducing minor losses associated with curved tubing and connectors. The curved
tubing was straightened by attaching a weight to the dosing tube at the low point
between the constant head tank and the drop tube, which decreased
∑
K to 5.79.
The connector losses were also signiﬁcant and the minor loss coeﬃcient present
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with straightened tubing was reduced to
∑
K = 3.13 by providing a 0.952 cm
(3/8 in) connector tube. The connector tube decreases the ﬂow velocity and thus
reduces the minor losses in the ﬁttings and at the point where the ﬂexible tube
connects to the drop tube. The length of the connector tube can be adjusted
without aﬀecting the accuracy of the dosing system.
2.5.2 LCDC Performance Testing
A series of ﬂow tests were carried out for a 1.42m dosing tube with a weight and
a 0.952 cm (3/8 in) inner diameter connector tube as described previously. The
results are displayed in Figure 2.6; also displayed are the ﬂow rates calculated
using the Hagen-Poiseuille equation for major losses (Equation 2.17). By ﬁtting
the observed ﬂow rates to the total head loss equation (which includes both major
and minor losses) (Equation 2.31) and using a least squares regression, the minor
loss coeﬃcient,
∑
K, was estimated to be 3.13.
2.5.3 Error caused by slider mass
An additional source of error in dose is caused by movement of the slider along the
lever arm. Due to the mass of the slider and drop tube on the slider side of the
lever arm, there is a variable moment about the pivot point as the slider is moved,
which causes a change in the force acting on the ﬂoat. The change in height of
the ﬂoat when the slider is moved will cause an error in chemical dose. The error
resulting from a change in submergence of the ﬂoat is directly dependent on the
total mass of the slider assembly. The vertical displacement of the ﬂoat, ∆h, as a
function of ﬂoat diameter, DFloat, is calculated in Equation 2.32.
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Figure 2.6: Performance test results from a 0.317 cm (1/8 in) 1.42m dosing tube
with a weight and a 0.952 cm (3/8 in) connector tube using tap water with νWater =
1mm2/s. A least-squares regression used the initial observed ﬂow rates to ﬁt a
minor loss coeﬃcient,
∑
K, of 3.13. Field calibration occurs at zero ﬂow and at
maximum ﬂow where the deviation from ﬂow expectations based solely on major
losses is greatest. Thus, the calibration procedure compensates for minor loses at
the maximum ﬂow. Minor losses cause some deviation from the linear relation
between the two calibration points but this error is less than 10%.
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4h = 4MSlider
piD2FloatρWater
(2.32)
The lever is leveled at zero plant ﬂow with the slider at maximum chemical
dose. Because ﬂow through the dosing tube is linearly proportional to height, the
maximum displacement error is ∆h/HLFOM . The maximum allowable error due
to changing submergence of the ﬂoat is given by ΠFloatError, and is set equal to
5% for the calculations presented in this paper. The minimum ﬂoat diameter that
adheres to this constraint, DMinFloat, is given by Equation 2.33.
DMinFloat =
√
4MSlider
piρWater · ΠFloatErrorhL (2.33)
With a slider assembly mass, MSlider, of 120 g, DMinFloat for the experimental
prototype was 12.36 cm (4.86 in); a ﬂoat diameter of 15 cm (6 in) was used. The
prototype has a maximum ﬂoat displacement of 0.658 cm. This error is eliminated
by calibration at the maximum chemical dose and then grows to 3.3% for smaller
chemical dosages. Moving the slider away from the maximum dose position de-
creases its moment and decreases the dose which counteracts the increased dose
due to minor loss error in the mid dose range. The area of the ﬂoat at the air-water
interface can be increased by using a 20 cm (8 in) diameter ﬂoat to distribute the
volume of displaced water over a larger area, and reduce the maximum displace-
ment error to 1.9%. For plant ﬂow rates large enough to warrant multiple dosing
tubes or a larger drop tube, the mass of the slider assembly will increase the dosing
error, motivating the switch to a larger ﬂoat diameter.
2.5.4 Coagulant Viscosity
The viscosity of the chemical solution has a considerable impact on the design and
performance of the LCDC. Little information is available regarding the viscosity
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of high concentration coagulant solutions. Therefore, experiments were performed
with a Vibro Viscometer to directly measure the kinematic viscosity of alum and
PACl solutions with concentrations ranging from 10 g/L to 600 g/L of alum and
PACl at 20◦C (Figure 2.7). To better mimic coagulants used in water treatment
practice, industry grade polyaluminum chloride (PACl), (Amuco, Inc.), and tech-
nical grade aluminum sulfate, Al2 (SO4)3 ·14.3H2O, (PTI Process Chemicals) were
used as coagulants for all experiments. Each coagulant was diluted with distilled
water to make the stock solutions.
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Figure 2.7: Experimentally determined kinematic viscosities of alum and PACl
solutions for use as chemical stock concentrations.
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Kinematic viscosity must be taken into account when predicting chemical ﬂow
rates through the LCDC system. Fits to the experimentally observed relation-
ships were used in the LCDC design algorithms to properly estimate the expected
chemical ﬂow through the small diameter dosing tube (Equations 2.34 and 2.35).
νAlum = νWater
(
1 + 4.255× 10−6C2.289Alum
)
(2.34)
νPACl = νWater
(
1 + 2.383× 10−5C1.893PACl
)
(2.35)
where νWater is the viscosity of water at 20
◦C, 1mm2/s, CAlum is the alum con-
centration in g/L alum, and CPACl is the PACl concentration in g/L PACl. The
curve ﬁts for Alum and PACl have a sample size, N , of 13 and R2Alum = 0.99
and R2PACl = 0.97. The reader is cautioned that these relationships are for indus-
try and technical grade chemicals, and that other suppliers may provide diﬀerent
compositions. Preliminary tests suggested that viscosity did not vary signiﬁcantly
from νWater for calcium hypochlorite. Accurate viscosity data is required before
designing the LCDC for use with other chemicals.
2.6 Conclusions
The linear chemical dose controller and linear ﬂow oriﬁce meter work in concert to
provide a gravity-powered semi-automated chemical dosing system whose function
is explained entirely by basic hydraulics, and can be easily fabricated. Through
many tests and prototypes, we have converged on a dosing system design that
minimizes deviation from the desired linear relationship. Experiments show that
use of straight dosing tube segments and connector tube can minimize minor losses.
The additional error in dosing created by the variable moment that the slider
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assembly causes about the pivot point can be minimized by a large diameter ﬂoat
and small mass slider assembly design. Careful component selection and fabrication
can ensure that the system will function properly with any chemical solution for
a wide range of chemical and plant ﬂow rates (Appendices A and B). The dosing
system is versatile, and was designed with the end-user in mind. The design
equations have been incorporated into a design algorithm that takes as input the
target plant ﬂow rate and outputs all necessary design speciﬁcations (available at
aguaclara.cornell.edu/design). Variation of stock chemical viscosity is considered
in the design calculations. The coupled LCDC and LFOM have been tested in
six gravity-powered municipal scale drinking water treatment plants designed by
the AguaClara Program at Cornell University and built in Honduras. Operator
feedback is positive and the systems continue to perform as designed.
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2.8 Appendices
2.8.1 Appendix A: Fabrication and Component Selection
In adherence to the sustainable design constraints stated above, the LCDC should,
to the extent possible, be made of locally available materials. Therefore, it is
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Figure 2.8: LCDC in operation at the Alauca municipal water treatment plant in
Alauca, Honduras. Plant ﬂow rate is 12L/s.
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important to deﬁne the characteristics of each component that are necessary to
good performance versus those which are incidental. The system components are
designated in Figures 2.3 and 2.8 and their necessary characteristics are as follow:
 The constant head tank should have a wide mouth to allow operator access
and a diameter that ﬁts the ﬂoat valve. It should have a cover to prevent
debris from entering the chemical solution and one or more small holes in
the cover to ensure atmospheric pressure inside. The through-wall bulkhead
ﬁttings that connect the dosing tubes to the constant head tank should be
barbed and one size larger than dictated by the diameter of the dosing tube
to minimize minor losses due to contractions/expansions. A rubber o-ring
prevents leaking at the bulkhead connections.
 The ﬂoat valve in the constant head tank (CHT) is the only component
that may not be locally sourced in all countries; it is manufactured by Kerick
Valves, Inc. and the size used is set by the diameter of the oriﬁce inside the
ﬂoat valve. The oriﬁce diameter needed for the maximum chemical ﬂow rate
can be calculated by the oriﬁce equation (Q = Πvc
pi
4
D2
√
2gh ).
 The dosing tube must be kept taut by a weight of approximately 20 g to
reduce minor losses due to curvature to maintain straight sections of tubing.
 The dosing tube, attaches to a larger (0.25 − 0.5 in) inner diameter con-
nector tube with a reducing barbed ﬁtting. Experimental results revealed
that attaching the connector tube to the drop tubes rather than attaching
the dosing tube directly reduced the minor loss coeﬃcient by 46% (See Fig-
ure 2.5). Therefore, the large diameter tube should be used even in plants
where additional length is not required. The length of the connector tube is
arbitrary and allows the placement of the constant head tank to be more ﬂex-
ible. The connector tube attaches to the drop tube with an NPT-threaded
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barbed ﬁtting that is also one size larger than the tube diameter.
 The drop tube should be transparent to allow the operator to visually
conﬁrm chemical ﬂow. The drop tube must be of suﬃcient length that the
bottom of the drop tube is below the lowest water level in the ﬂocculator
(zero plant ﬂow). This prevents air from entering the ﬂexible tubing that
connects the drop tube to the rapid mix; air in the tubing would create an
additional head loss in the ﬂexible tubing which causes intermittent chemical
ﬂow to the plant.
 The lever arm should be a three foot long aluminum bar, approximately 2 in
wide to provide space for the dosing scale below the slider and to prevent the
slider from obscuring reading of the dose. The lever arm should be mounted
to the side of the entrance tank at the pivot point.
 The scale may be printed on a sticker attached to the lever arm, or stamped
directly onto the aluminum lever arm. The scale is to be deﬁned in mg
L
of
the coagulant or as a percentage of the maximum dose.
 The slider should also be aluminum, with one threaded hole for a small screw
that acts as a locking mechanism, and another similar screw that holds the
drop tube. This connection should be loose, allowing free rotation of the
drop tube, which should be vertical at all times. The slider assembly (slider,
screws, drop tube, barbed ﬁtting) should be as light as possible because it
creates a variable moment about the central pivot that is compensated for
by a shift in the height of the ﬂoat (see Error caused by mass of the slider
above). To accommodate large ﬂow plants where multiple dosing tubes are
needed, a T-shaped slider assembly can be used. The T is made of
the same clear PVC as the drop tubes, and each of the barbed ﬁttings is
located along a horizontal bar that adjusts to be level with the ground as the
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lever arm moves. In the case of multiple tubes, all tubes supply the desired
chemical doses simultaneously, allowing the LCDC to dose plants with high
ﬂow rates. A counterweight can be used to maintain tension in the chain
connecting the ﬂoat to the lever arm if the variable moment caused by the
slider is insuﬃcient (See Figure 2.8).
 The ﬂoat should be as wide and short as possible. The ﬂoat should not
touch the bottom of the entrance tank at zero plant ﬂow and should be
water tight. The mass of the ﬂoat should be high compared to the mass of
the slider assembly. The ﬂoat must have a center of gravity that is below the
center of buoyancy to provide stability.
A list of parts used in the LCDC prototype is included in the Supplemental Ma-
terials section (Table 2.3).
While chemical compatibility between the aluminum and PVC components
and coagulant and chlorine solutions will protect the LCDC from degradation
over time, occasional maintenance is required. If calcium hypochlorite is used as a
disinfectant, calcium carbonate precipitate forms when the chlorine solution comes
in contact with atmospheric carbon dioxide, and the upper, open end of the drop
tubes are likely to develop signiﬁcant calcium carbonate precipitate. Periodically,
this will need to be removed or dissolved with vinegar so it does not interfere with
the chemical ﬂow.
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2.8.2 Appendix B: Components List
Table 2.3: Detailed list of components for the LCDC. This listing is for a LCDC
designed for a 10L/s water treatment plant. Depending on the plant capacity,
diﬀerent quantities or sizes may be required.
Part Name Picture Description and Explanation
Barbed Fitting
for Constant
Head Tank
Durable nylon single-barbed tube ﬁtting
through-wall adapter for connecting the
dosing tube to the CHT.
Barbed Fittings
for Drop Tubes
Allows the chemical/coagulant to enter the
drop tube from the 0.952 cm (3/8 in) inner
diameter connector tube.
Reducing
Barbed Fittings
Reducing barbed ﬁtting that goes from
0.317 cm (1/8 in) inner diameter dosing
tube to 0.952 cm (3/8 in) inner diameter
connector tube.
PVC Drop
Tubes
Clear plastic so that plant operator can
observe ﬂow. Should be 1.22 cm (1
2
in) in
diameter to keep as lightweight as possible
while ensuring free fall of the chemical
solution.
PVC Tubes for
Counterweight
A short (5 cm) section of PVC pipe can be
used as the optional counterweight.
Large Diameter
Connector
Tubing
Clear plastic tubing with 0.952 cm (3/8 in)
inner diameter to be used as a connector to
the drop tube.
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Small Diameter
Dosing Tubing
Attached to the base of the CHT and the
connector tube via a reducing barbed
ﬁtting. Clear 0.317 cm (1/8 in) inner
diameter. Length speciﬁed by the
algorithm.
PVC Tee
1.24 cm (1/2 in) PVC tee. Used for a
T-shaped slider assembly when the
algorithm recommends more than one
dosing tube for higher ﬂow systems.
PVC Pipe Cap
Schedule 40 white PVC pipe cap attached
to the ends of the T and to the bottom of
the drop tubes.
Turnbuckle
Connects the ﬂoat chain to the lever-arm
apparatus. Allows for adjustment during
calibration.
Constant Head
Tank
Translucent plastic jar (2 L), 14.92 cm base
diameter, 15.88 cm height with a hole
drilled in the bottom center for the
through-wall barbed ﬁtting. The cover
prevents contamination of the chemical by
particles in the air, but does not make the
container air-tight. Small drilled holes can
be used to allow air ﬂow.
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Lever Arm
Aluminum, 0.914m (3 ft) in length, 5 cm
(2 in) in width, and 0.635 cm (1/4 in) in
thickness.
Slider
Corrosion resistant aluminum, u-channel,
0.317 cm (1/8 in) thick, 1.27 cm (1/2 in)
base, 1.905 cm (3/4 in) legs, 10.16 cm (2 in)
in length. Attached to the top of the lever
arm to vary the coagulant dose.
Aluminum shaft
collar
0.952 cm (3/8 in) bore, 1.905 cm (3/4 in)
outer diameter, 0.952 cm (3/8 in) width;
aluminum shaft collars are secured on either
side of each of the lever arms to prevent the
lever arms from shifting laterally along the
shaft
Hex nut
For use between the drop tube and the
slider. Permits the drop tube to swing
freely.
Screws
1.27 cm (1/2 in) 10-32 screws. One for the
slider locking mechanism, one to hang the
drop tube
Kerick Float
Valve
Attached to the side of the constant head
tank, and it keeps the water level constant
inside the CHT.
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Square head
plug
15.24 cm (6 in) PVC threaded square head
plug for the top of the ﬂoat. Water tight
but removable to allow weight to be added
to the ﬂoat
PVC cap
15.24 cm (6 in) unthreaded PVC cap for the
bottom of the ﬂoat
Threaded
adapter
15.24 cm (6 in) threaded adapter to receive
the square head plug and convert to
unthreaded pipe
PVC pipe
15.24 cm (6 in) pipe is needed to connect
the adapter to the PVC cap. Use no more
than is necessary for this purpose.
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CHAPTER 3
METHOD FOR QUANTITATIVE ANALYSIS OF FLOCCULATION
PERFORMANCE
3.1 Abstract1
The sedimentation rate and the post-sedimentation residual turbidity of ﬂoccu-
lated suspensions are properties central to the design and operation of unit pro-
cesses following ﬂocculation in a water treatment plant. A method for comparing
ﬂocculation performance based on these two properties is described. The ﬂoc-
culation residual turbidity analyzer (FReTA) records the turbidity of ﬂocculent
suspensions undergoing quiescent settling. The ﬁxed distance across which ﬂocs
must travel to clear the measurement volume allows sedimentation velocity distri-
butions of the ﬂocculent suspension to be calculated from the raw turbidity data.
By ﬁtting the transformed turbidity data with a modiﬁed gamma distribution, the
mean and variance of sedimentation velocity can be obtained along with the resid-
ual turbidity after a period of settling. This new analysis method can be used to
quantitatively compare how diﬀerences in ﬂocculator operating conditions aﬀect
the sedimentation velocity distribution of ﬂocs as well as the post-sedimentation
residual turbidity.
3.2 Introduction
The sedimentation velocity (Vs) of colloidal aggregates (ﬂocs) formed in ﬂoccula-
tion with hydrolyzing metal salts and their precipitates is an important parameter
to consider in the design and operation of water treatment plants. Vs determines
1The contents of this chapter are published in the Water Research, with co-authors I.C. Tse,
M.L. Weber-Shirk and L.W. Lion.
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the design of sedimentation clariﬁers and plate settlers. The Vs of a ﬂoc has been
shown to increase with ﬂoc size (Tambo and Watanabe, 1979; Adachi and Tanaka,
1997). An ideal ﬂocculator would produce ﬂocs with high Vs and settled water with
low residual turbidity after subsequent sedimentation processes. Floc Vs is typi-
cally measured in the laboratory using a settling column test (Metcalf and Eddy,
2003). In water treatment plants, coagulant doses are often determined by observ-
ing the residual turbidity of jar test samples to identify the dose that produces the
most eﬃcient ﬂoc sedimentation. Because of ﬂoc break-up and the formation of
gelatinous precipitates, optical measurement techniques are preferred over particle
counters to determine ﬂoc size distributions (Ching et al., 1994). Gregory (1985)
developed an optical technique based on measurement of turbidity ﬂuctuations in
ﬂowing suspensions to monitor ﬂoc suspensions, and demonstrated that the ratio
of the root mean square of the ﬂuctuating turbidity signal to the mean value is
roughly proportional to the size of the aggregates ﬂowing through the detector and
to the square root of their concentration.
Two of the most informative parameters for plant designers and operators are
ﬂoc sedimentation rates and residual turbidity after a period of settling. Thus,
an apparatus capable of optically quantifying both Vs and residual turbidity as a
method for comparing the performance of diﬀerent ﬂocculation conditions would be
an extremely useful tool for researchers and plant operators alike. The following
sections describe an experimental measurement apparatus and process for data
analysis that is capable of providing the desired information. An analysis of ﬂocs
formed under diﬀerent conditions is provided as an example application.
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Figure 3.1: Schematic of the complete experimental assembly.
3.3 Apparatus
3.3.1 FReTA
The ﬂocculation residual turbidity analyzer (FReTA) is a measurement apparatus
designed at Cornell University that measures both the sedimentation velocity and
the residual turbidity of the euent from a ﬂocculator (see Figures 3.1 and 3.3).
FReTA is capable of measuring ﬂoc Vs without aﬀecting the structure of ﬂocs
that have been formed. FReTA consists of three primary components: an in-
line turbidimeter, a transparent glass column, and an electrically actuated ball
valve. The interaction of these components, as well as the acquisition and the
analysis of data were automated using Process Controller software created using
LabVIEW by Weber-Shirk (2008). A modiﬁed HF Scientiﬁc MicroTOL 2 infrared
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Figure 3.2: FReTA consists of an electrically actuated ball valve at the top and an
IR nephelometric turbidimeter ﬁtted with a glass tube and connected by ﬁttings
to an euent line.
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inline nephelometric turbidimeter was used in the apparatus. The plastic housing
of the turbidimeter was altered to allow a 2.54 cm (1) outer diameter, 2.06 cm
(0.812) inner diameter glass tube to ﬁt vertically through the entire turbidimeter
housing and through the measurement area. The glass column provided a quies-
cent chamber for ﬂocs to settle as turbidity was measured over time. The glass
column replaced the factory-standard measurement cuvette because the standard
measurement cuvette had a restrictive inlet that disrupted ﬂocs entering the cham-
ber. A small diameter settling column was used to accommodate the diameter of
the turbidimeter sample cell. Calculations using methods described in McNown
and Malaika (1950) were performed to ensure that errors produced by wall eﬀects
were not signiﬁcant. Wall eﬀect errors were estimated to be much less than 1% in
all cases.
It was important that ﬂuid motion inside the glass column be minimized once
measurements had begun. A version of the MicroTOL 2 turbidimeter using a LED
infrared light source instead of an incandescent bulb was used to eliminate thermal
convection currents that interfered with quiescent settling. The manufacturer-
installed heat source and fan used to control condensation in the MicroTOL 2
were also disabled to minimize convection currents.
The HF Scientiﬁc MicroTOL 2 turbidimeter was set at its minimum response
time of one second, while the data was collected at a rate of 1 Hz. Prior to use, the
turbidimeter was carefully calibrated using a HF Scientiﬁc, Inc. Primetime Cali-
bration Standards kit, which uses a solution that is more stable and has a longer
shelf life than Formazin. According to the manufacturer, the turbidimeter's accu-
racy for readings below 40 NTU was ±2% of readings or ±0.02 NTU (whichever
is greater) and for readings above 40 NTU, the accuracy was ±5% of readings.
The modiﬁcations made to the HF Scientiﬁc MicroTOL 2 turbidimeter to create
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FReTA did not aﬀect the accuracy of the instrument. The 95% conﬁdence interval
was shown to be within ±2% of the mean reading obtained from bootstrapping a
data set containing 1000 turbidity measurements of a stable clay suspension.
An electrically actuated ball valve (Gemini Valve model 630) attached to the
top of the glass tube was used to seal the connection between the ﬂocculator and
the settling column. It prevented ﬂocs in the ﬂocculator above the valve from
entering the settling column once measurements began. The valve deﬁned the top
of the settling column. A distance of 13.64 cm separated the bottom of the ball
valve and the center of the 5mm zone illuminated by the LED of the turbidimeter.
This distance was used for the calculation of sedimentation velocities as discussed
below. An elbow connected the bottom of the glass tube to an euent discharge
line.
The quiescent settling test has been used for decades and the subsequent exper-
imental results accepted for design of sedimentation tanks. The FReTA apparatus
simply automates this test and the ensuing data analysis. The settling column
and general experimental design has been validated by Adachi and Tanaka (1997),
where a square glass settling tube (20 x 20 x 300 mm) was used to observe the set-
tling of ﬂocs through a microscope. The validity of this apparatus was conﬁrmed
by observing the sedimentation of standard latex spheres.
A monodisperse suspension of ﬂocs will settle at a single velocity and the time
series of measured turbidity would start at some initial value and fall sharply to
the residual turbidity of the supernatant as the entire suspension of ﬂocs settled
below the turbidity detector. In a sample with heterodisperse ﬂoc sizes, the dis-
tribution of sizes can be discretized into bins using average Vs. The time series of
turbidity measurements for a heterodisperse sample has a more gradual decrease
that asymptotically approaches a ﬁnal residual supernatant turbidity. Since the
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maximum distance (z) a ﬂoc must settle in order to clear the measurement volume
is the distance between the bottom of the ball valve to the measurement volume of
the turbidimeter (13.64 cm in this case), an estimate of the sedimentation velocity
of a bin of ﬂoc sizes can be made by dividing the distance (z) by the time elapsed
since settling began (t).
Vs =
z
t
(3.1)
The maximum distance (13.64 cm), duration of the settle state (30minutes),
and turbidimeter response time (one second) dictate that particles with settling
velocities greater than 136.4 mm
s
or less than 0.076 mm
s
will not be detected.
To minimize or eliminate diﬀerential settling, the distance between the top of
the column to the illuminated zone was minimized to the shortest distance physi-
cally permitted by the valve and ﬁttings. In addition, the distance (13.64 cm) used
is much less than the 0.5 m interval between sampling ports used in conventional
ﬂocculent settling tests and discrete settling is assumed in analysis of data over this
distance (Metcalf and Eddy, 2003). Therefore, the assumption of discrete settling
in the analysis of FReTA data is consistent with the treatment of data in ﬂocculent
settling tests. In this study FReTA was located immediately downstream of the
tube ﬂocculator. Thus, the Vs distribution and residual turbidity values obtained
by FReTA represent the initial characteristics of the ﬂocculated particles, and
do not represent the Vs distribution or residual turbidity that would be obtained
deeper in a sedimentation tank after signiﬁcant particle contact and aggregation
through diﬀerential sedimentation had occurred. FReTA was positioned immedi-
ately after the ﬂocculator to characterize particles exiting this reactor; however,
other points in a treatment process stream could also be used for sampling such
as diﬀerent positions within a sedimentation tank or after sedimentation.
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Figure 3.3: Tube ﬂocculator consists of a segment of 3
8
in inner diameter clear
plastic tubing wrapped in a ﬁgure-8 conﬁguration.
3.3.2 Tube Flocculator
The complete experimental assembly consisted of three main parts: a synthetic raw
water (SRW) metering system, followed by rapid mix and a tube ﬂocculator (Figure
3.3), and then FReTA. As a mixture of suspended clay and alum ﬂow through the
tube ﬂocculator, velocity gradients in the tube cause particles to collide and form
ﬂocs.
The tube ﬂocculator consisted of a length of 9.5mm (3
8
in) inner diameter
transparent plastic tubing wrapped in a ﬁgure eight shape around two long par-
allel cylindrical prisms for structural support. A pressure sensor was attached at
each end of the tube ﬂocculator to monitor the pressure drop (head loss) across
the ﬂocculator. The length of the ﬂocculator could be changed to accommodate
diﬀerent hydraulic residence times (θ). Tube geometry was used for the ﬂocculator
because the velocity gradient (G) in laminar tube ﬂow is well deﬁned (Equation
3.2)(Gregory, 1981).
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Gs =
8Q
3pir3
(3.2)
where: Q is the volumetric ﬂow rate and r is the inner radius of the tube.
The number of particle collisions per unit time in a laminar ﬂow ﬂocculator is
proportional to G and the time available for collision is θ, therefore the product Gθ
indicates the degree of ﬂocculation that can be achieved (Cleasby, 1984). Initial
calculations showed that the length of tubing needed to achieve adequate ﬂoccula-
tion based on the suggested Gθ value of 20,000 necessary for large ﬂoc formation
(Camp and Stein, 1943) was roughly 28 meters and was too long to maintain as
an entirely straight segment, so the tube ﬂocculator was initially arranged into a
helical coil. The length of tube ﬂocculator can be increased to two or three times
this length, producing Gθ values of 40,000 or 60,000.
The velocity gradient in straight laminar tube ﬂow is axisymmetric about the
centerline of the tube and increases linearly from the centerline where the velocity
gradient is zero to the maximum value at the wall. While laminar ﬂow can still be
achieved in helically coiled tubes, the ﬂow is no longer axisymmetric. The inertia of
the ﬂuid in the curved tube causes the highest velocity ﬂuid at the center of the tube
to move towards the wall farthest from the axis of curvature (Berger et al., 1983).
The resulting ﬂow pattern consists of two rotating cells with the line of symmetry
being the radius of curvature of the coil. Because of the parabolic velocity proﬁle
found in straight laminar tube ﬂow, both G and θ are functions of radial position,
creating a range of Gθ values experienced by particles within the tube. Particles
entering a coiled tube ﬂocculator, however, do not maintain a constant radial
position in the tube, consequently the distribution of Gθ values experienced by
particles is narrower than in a straight tube (Gregory, 1981). It was observed
that particles preferentially aggregated inside the two vortical cells throughout
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the length of the coiled tube ﬂocculator. Furthermore, one of these two cells
consistently trapped larger sized ﬂocs over the length of the ﬂocculator than the
other cell. Since particles were trapped spinning inside the vortical cells, the helical
tube ﬂocculator essentially acted like two separate ﬂocculators. Reconﬁguring the
helical coils into a ﬁgure eight disrupted the two circulating cells and allowed
particles to move around in the cross-sectional plane.
While the ﬂow may still be laminar in a curved tubein that streamlines
are continuous and nonintersecting, the velocity gradients are not axisymmetric
throughout the cross section and have a non-linear relationship with axial velocity.
The axial velocity remains proportional to the ﬂow rate through the tube, but the
centrifugal force introduces velocity components perpendicular to the centerline
axis. As described below, a correlation factor comparing the friction coeﬃcients
of a straight tube (fs) to that of a curved tube (fc) (Mishra and Gupta, 1979)
was used in the calculation of the average velocity gradient in the curved tube,
G. Based on dimensional analysis, the velocity gradient G can be expressed as a
function of the average energy dissipation rate (ε) and kinematic viscosity of the
ﬂuid (ν):
G =
√
ε
ν
(3.3)
Using conservation of energy, ε can be expressed as kinetic energy loss over a
period of time:
ε =
ghL
θ
(3.4)
where g is gravitational acceleration, hL is head loss and θ is average hydraulic
residence time. The head loss through a straight tube can, in turn, be deﬁned as
(Robertson et al., 1998):
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hL = fs
LU2
2gd
(3.5)
where L is the length of the ﬂocculator and fs is the friction factor in a straight
tube. For laminar ﬂow, the friction factor fs =
64
Red
, and Red is the Reynolds
number as deﬁned as:
Red =
Ud
ν
(3.6)
where U is the average axial velocity and d is the tube inner diameter. The
formulation for G derived by Gregory (1981) (see Equation 3.2) can also be derived
from algebraic rearrangement of Equations 3.3-3.6. A correlation factor (Mishra
and Gupta, 1979) can be applied to Equation 3.5 to replace fs with fc (Equation
3.7) and correct for the diﬀerences in head loss between straight and curved tubes.
fc
fs
= 1 + 0.033log(De)4 (3.7)
where De is the non-dimensional Dean number and characterizes the eﬀect of
curvature on ﬂuid ﬂow:
De =
√
r
Rc
Red (3.8)
where r is the inner radius of the tube and Rc is the radius of curvature. The
average head loss measured as the pressure drop across the tube ﬂocculator was
within 2% of the head loss calculated using Equations 3.5 and 3.7 (Figure 3.4).
The ﬁgure eight coil conﬁguration used in this research was diﬀerent from the
ﬂow regime modeled by Mishra and Gupta. The fact that our data agrees with
their model suggests that the change in direction of the coil had only a small eﬀect
on total head loss. The following G value obtained from combining Equations
3.3-3.8 was used to design the experimental runs.
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Figure 3.4: Comparing head loss across a 18.64m tube ﬂocculator measured by
a pressure sensor and values computed using the Mishra and Gupta (1979) cor-
relation factor. Hagen-Poiseuille prediction for straight pipe ﬂow is shown for
comparison.
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Figure 3.5: Synthetic Raw Water (SRW) and coagulant metering system.
Gc = Gs
(
1 + 0.033log(De)4
) 1
2 (3.9)
The velocity gradient established in a tube is a function of the ﬂuid ﬂow rate
and the cross sectional area of the tube. The cross sectional area of the tube can
limit the largest size of ﬂocs the ﬂocculator can produce. The inner diameter of
the tube ﬂocculator was 9.5mm (3
8
in). The expected diameter of the largest ﬂocs
was on the order of 1mm, therefore an inner diameter of 9.5mm was large enough
to facilitate the formation of 1mm ﬂocs. The length of the tube ﬂocculator and
ﬂow rate could be varied depending on the goals of a particular experiment. The
data given in the paper corresponds to a ﬂow rate of 5 mL
s
, Reynolds number of
668, and a ﬂocculator length of 56m (any exceptions are noted).
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3.3.3 Raw Water and Coagulant Metering System
The raw water metering system consisted of a concentrated stock suspension of
kaolinite clay (R.T. Vanderbilt Co., Inc., Norwalk, CT) mixed with water to pro-
duce a feedback-regulated synthetic raw water (SRW) feedstock (see Figure 3.5).
The concentrated stock and the SRW feedstock were each stirred by a variable
speed mixer to keep the suspensions completely mixed. A Cole Parmer Master-
Flex L/S digital controlled peristaltic pump provided a continuous stream of the
SRW in a closed loop to a HF Scientiﬁc MicroTOL 2 turbidimeter to monitor its
turbidity. If the turbidity reading of the SRW fell below the target turbidity for an
experiment, a solenoid pinch valve regulating the ﬂow between the concentrated
clay suspension and the feedstock opened to gradually increase the turbidity of the
SRW feedstock. A ﬂoat valve regulated the ﬂow of temperature controlled (25°C)
tap water into the SRW tank to maintain a constant water level. Tap water char-
acteristics were approximately: total hardness ≈ 150 mg
L
as CaCO3, total alkalinity
≈ 113 mg
L
as CaCO3, pH ≈ 8.05 and dissolved organic carbon ≈ 2.0 mgL (Bolton
Point Water System, 2012). The SRW was pumped into the tube ﬂocculator using
a peristaltic pump with multiple pump heads. An airtight 1-liter ﬂow accumulator
between the pump and the tube ﬂocculator was used to dampen the periodic pulses
caused by the peristaltic pump rollers.
Aluminum sulfate (alum) was metered into the SRW ﬂow by a peristaltic pump
upstream from the start of the tube ﬂocculator. Flow through a 120 cm segment of
4.3mm (0.17 in) ID plastic tubing coiled around a cylinder with an outer diameter
of 5 cm acted as a mixing unit to ensure that the alum was thoroughly mixed with
the inﬂuent SRW stream. The Reynolds number (Red) in the mixing unit varied
from 1200 to 4640 over the 4 to 15.75 mL
s
range of ﬂow rates used in experiments.
The results from a dye study showed that adequate mixing was achieved at the
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lowest ﬂow rate used in experiments.
All information needed to replicate the system is available online, including a
materials list and link to Process Controller software (aguaclara.cornell.edu/wiki).
A description of the Process Controller conﬁguration used to operate the FReTA
apparatus is given in Appendix A of Tse (2009). Similar results could be achieved
using any number of interfaces between the computer and the hardware.
3.3.4 Software and Operational Controls
The apparatus assembly was controlled and monitored by Process Controller (Weber-
Shirk, 2008), a software program written in LabVIEW for automated operation of
experiments. Process Controller accepts user and sensor inputs to control the out-
put devices such as valves and pumps. Process Controller is also able to compute
logic commands to switch between states and can continuously run and log data
from the experimental apparatus autonomously. The Process Controller method
used to operate the entire tube ﬂocculator/FReTA apparatus contained six opera-
tional states. Each of these states consisted of a diﬀerent set of inputs, commands
and rules controlling the apparatus. The operation of the feedback regulated loop
used to maintain constant feedstock turbidity was present in all six of the oper-
ational states, because it was critical for the feedstock turbidity to be at steady
state. The feedstock turbidity had a coeﬃcient of variation less than ±5%. The
operational states and controls utilized to automate the entire experimental appa-
ratus were as follows:
The ﬁrst state was backwash in which both FReTA and the tube ﬂocculator
were ﬂushed with low-pressure tap water to purge the system in preparation for a
new run. The backwash line was connected to the euent tube originating from
the bottom end of the FReTA glass settling column. Water ﬂow was directed
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backwards through the FReTA apparatus, ﬂocculator, and rapid mix tubing to
dislodge clay and air bubbles trapped on the tube walls or in connectors. The
backwash was discharged through a waste tube located between the rapid mix
unit and the raw water metering system. The duration of the backwash state was
set at two times the hydraulic residence time of the backwash stream inside the
ﬂocculator. The backwash state exited to the second state after the backwash state
duration elapsed.
The second state was the loading state in which the raw water and the co-
agulant were metered into the apparatus to be ﬂocculated. The ﬂow rates of the
raw water and coagulant streams were set by user inputs. The user could choose
to have the SRW ﬂow rate and/or coagulant dose step up or down between each
cycle of states to compare the results of varying these parameters. The duration
of the loading state was twice the combined residence time of the ﬂocculator and
the rapid mix.
The third state was the pump ramp down state in which the water ﬂow in the
apparatus was gradually slowed to a stop by incorporating both the deceleration
of the raw water and coagulant pumps and a short period of stopped time. Sudden
stoppage of the pumps was observed to generate oscillatory ﬂow caused by exchange
of energy between the kinetic energy of the ﬂuid in the ﬂocculator and the pressure
inside the ﬂow accumulator. While rapid ﬂow deceleration caused ﬂow oscillation,
slow deceleration caused ﬂuid entering the settling column to have experienced a
signiﬁcant part of the ﬂocculator with a lower velocity gradient than the target
value. Flow deceleration was controlled by a constant that corresponded to a
desired rate of ﬂow decrease. A deceleration of 1.25 cm
s2
was used in the tube
ﬂocculator.
A stop time proportional to the length of the ﬂocculator was experimentally
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determined based on data from a pressure sensor across the ﬂocculator (Equation
3.10).
TimeTotal = 8 s× LengthFlocculator
28m
+Q× 0.01 m
s2
(3.10)
The fourth state was the closing of the ball valve. The ball valve had an electric
motor actuator that took six seconds to change between open and close states. The
ﬂow was completely stopped before this valve was closed to ensure that no ﬂocs
were broken by ﬂow through a constricted oriﬁce.
The ﬁfth state was the settle state in which the turbidity of the glass settling
column was monitored under quiescent conditions. The duration of the settle
state was determined by the desired range of sedimentation velocities. Increasing
the duration of the settle state captured smaller sedimentation velocities, as slow
settling ﬂocs require more time to clear the measurement volume. Plate settlers
used in sedimentation tanks are often designed with critical upward velocities of
0.12 mm
s
(10 m
day
). In order to measure particles with settling velocities of 0.12 mm
s
,
the settling duration was calculated using Equation 3.1 to be at least 23 minutes.
Therefore, a settle state duration of 30 minutes was used. The sixth and last
state was the reopening of the ball valve in preparation for backwash.
3.4 Data Processing
One of the primary motivations for developing FReTA was the need for a more
quantitative assessment of ﬂocculation performance. The raw time series turbidity
measurements of the settling suspension permitted qualitative comparisons be-
tween diﬀerent runs. However, some data transformation and curve ﬁtting was
needed to permit quantitative comparisons.
As noted above, ﬂoc settling velocity was calculated by dividing the 13.64 cm
58
distance between the bottom of the ball valve and the center of the zone illumi-
nated by the turbidimeter infrared LED by the time elapsed in settling (Equation
3.1). Since this transformation is equivalent to taking the reciprocal of the time
series, the transformed observations are more concentrated at lower velocities. The
data in Figure 3.6a through Figure 3.8 and Figure 3.10 were obtained from FReTA
during the settle state of an experiment with 30 NTU inﬂuent turbidity (±4.6 co-
eﬃcient of variation) in a 56 m ﬂocculator at Gθ = 40, 000. Average background
turbidity during backwash was 0.012 NTU. As shown in Figure 3.6a, little addi-
tional information was obtained by observing turbidity changes in FReTA beyond
1500 s. Thus, recording sedimentation velocities much lower than 0.12 mm
s
was not
considered to be worth the extended sample time required.
Data smoothing and normalization were the next two transformations per-
formed on the raw turbidity data. Dividing the raw turbidity data by the mean
euent turbidity during the loading state normalized the data sets to range be-
tween zero and one. This allowed comparison between data sets with diﬀering
initial turbidities.
Turbidity ﬂuctuations were observed when large ﬂocs (high sedimentation ve-
locities) moved past the measurement area and refracted more light into the light
sensor. Cheng et al. (2010) conﬁrms the correlation between turbidity standard
deviation and ﬂoc diameter. The large ﬂuctuations were often problematic for data
ﬁtting routines and required smoothing (Figure 3.6a and Figure 3.6b).
As seen in Figure 3.7, the raw data points were not equally distributed on the
log of sedimentation velocity scale. If smoothed by averaging over a certain number
of data points on this scale, the resulting values would not accurately represent
the points that were smoothed. Therefore, we chose to smooth the raw data using
an average with respect to the time scale (see Figure 3.6b). The number of points
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(a) Raw turbidity data and smoothed, normalized data plotted against time (on
a log scale). The process for averaging data at regular time intervals is illustrated
in Figure 6b.
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(b) A subset of raw turbidity data and smoothed, normalized data plotted against
time to illustrate a sequence of average values calculated at 36 second intervals.
Figure 3.6: Data are for a 30 NTU inﬂuent turbidity with an alum dose of 5.06 mg
L
in a 56m ﬂocculator with Gθ = 40, 000.
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Figure 3.7: Smoothed data with error bars representing one standard deviation
above and below the average. Standard deviations are calculated from the 36 data
points that are averaged to create each smoothed point.
that are averaged to create a single smoothed point can be input by the user, 36
points was chosen for the smoothed data in the ﬁgures in this paper because it
produced a standard 50 points in each experimental data set. The smoothed data
set was then converted to a log of sedimentation velocity scale. Figure 3.7 shows
the smoothed data with error bars representing one standard deviation in either
direction. This smoothing technique allowed for the exclusion of outliers while
preserving the shape characteristics of the distribution of sedimentation velocities.
Figure 3.8 illustrates the reproducibility of results obtained using FReTA under
diﬀerent experimental conditions.
The normalized turbidity curve in Figure 3.8 can be interpreted as a cumulative
distribution function (CDF) of turbidity with respect to Vs. A CDF describes the
probability that a variate is less than or equal to some value. Any point on the
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Figure 3.8: Evidence of reproducibility in FReTA experiments at two diﬀerent alum
doses that result in ﬂocculating and non-ﬂocculating datasets. 30 NTU inﬂuent
water, 82m ﬂocculator, Gθ = 60, 000.
curve corresponds to a Vs on the abscissa and a value between 0 and 1 on the
dependent axis. For instance, if one chooses the point on the curve corresponding
to a Vs of 1
mm
s
, one can see that it has a normalized value around 0.5meaning
nearly 50% of the particles had a Vs less than or equal to 1
mm
s
. Likewise, if one
chooses the point on the curve corresponding to a Vs of 0.1 mm
s
, it would mean
that 15% of the particles had a Vs less than or equal to 0.1
mm
s
.
While it is convenient to interpret the plot of normalized turbidity versus Vs
as a CDF, there is one aspect of the curve that deviates from the deﬁnition of a
CDF: the lower bound of the normalized turbidity curve does not approach zero.
It is expected that some colloids will never completely settle out even if an inﬁnite
amount of time had elapsed. In fact, the ﬁnal residual turbidity is an important
parameter that characterizes how eﬀective ﬂocculation was at sweeping up the raw
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water colloids. Therefore, in order to interpret the curves as CDFs, an oﬀset equal
to the residual turbidity was applied to the ﬁtted distribution curve to allow the
lower bound to approach a non-zero value.
This method of analysis becomes more robust if a known type of distribution
is ﬁt to the experimental data. Since the turbidity-Vs plot spans multiple orders
of magnitude, the curve ﬁt was performed on the base 10 logarithm of Vs in order
to make it easier for a regression routine to converge. The gamma distribution
was chosen because it provides a ﬂexible shape that can ﬁt many types of distribu-
tions with a minimal number of adjustable parameters. The gamma distribution
probability density function (PDF) is deﬁned as:
f(x, α, β) = xα−1
e−x/β
αβΓ(α)
(3.11)
where: a is the shape parameter, β is the scaling parameter (both of which must
be real and positive), x is the base 10 logarithm of the sedimentation velocity, and
the gamma function is deﬁned as
Γ(α) =
∞ˆ
0
tα−1e−tdt (3.12)
Therefore, the CDF of the gamma distribution is deﬁned as:
F (x, α, β) =
xˆ
0
xα−1
e−x/β
αβΓ(α)
dx (3.13)
Equation 3.12 was further modiﬁed by an oﬀset parameter (γ) to account for
the non-zero lower bound corresponding to non-zero residual turbidity:
F ′(x, α, β, γ) = (1− γ)
xˆ
0
xα−1
e−x/β
αβΓ(α)
dx+ γ (3.14)
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Figure 3.9: Smoothed/normalized data, ﬁtted CDF and ﬁtted PDF.
where log10 of the sedimentation velocity was used as the independent variable
x. The derivative of the CDF of the gamma distribution provides a probability
distribution of the particle population with respect to settling velocities (see Figure
3.9).
Curve ﬁtting was performed using PTC's MathCAD 14.0, an engineering cal-
culation program. MathCAD's curve ﬁtting function (genﬁt) is capable of ﬁtting
a user deﬁned equation to a set of data points using the optimized Levenberg-
Marquardt method for minimization. MathCAD arrives at its best ﬁt curve by
optimizing the two variables (α and β) in Equation 3.13. The value for residual
turbidity, γ, was ﬁxed at the value of the last smoothed point, obtained by averag-
ing the turbidity over the last 36 seconds of the data. The genﬁt function requires
initial guess values for each of the parameters being ﬁtted. A method for estimat-
ing α and β by estimating the mean and variance of Vs was developed in order to
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provide the genﬁt function with guess values that would allow convergence. The
mean and variance of a gamma distribution are deﬁned as:
E [x] = αβ (3.15)
V ar [x] = αβ2 (3.16)
Therefore, the values of α and β can be estimated by approximating the mean
and variance of the normalized turbidity versus sedimentation velocity. The es-
timate of the mean of log(Vs) was obtained from the sedimentation velocity that
corresponded to a normalized turbidity of 0.5. The variance was estimated by pick-
ing the two Vs data points with normalized turbidities of 0.25 and 0.75 respectively
and computing the 4Vs spanned by those two points.
When diﬀerent datasets were analyzed, it was observed that the ﬁtted CDF
graph represented the data very well in some cases while ﬁtting other data quite
poorly, particularly at low sedimentation velocities. The occurrence of small ﬂocs in
the presence of large, well-formed, ﬂocs that are produced by eﬃcient ﬂocculation
is thought to be caused by ﬂoc breakup. Large ﬂocs (i.e., those with high Vs)
either have not undergone ﬂoc breakup or have regrown suﬃciently after breakup,
while the smaller colloids that have been sheared from the large ﬂocs settle at
much lower Vs. Thus, the result of signiﬁcant ﬂoc breakup is to produce a bimodal
distribution of settling velocities.
A poor ﬁt of a gamma distribution to the normalized and smoothed data was
taken as an indication that the data set was not unimodal. The mean square er-
ror (MSE) was calculated in each dataset to diﬀerentiate between unimodal and
bimodal distributions. The MSE used for this distinction is a user selected param-
eter. Datasets identiﬁed as having bimodal distributions can be ﬁt with a bimodal
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Figure 3.10: Smoothed data sets with varying alum doses.
CDF ﬁtting function. The data processing associated with bimodal ﬁtting is com-
plex and beyond the scope (and space constraints) of this paper.
FReTA is capable of capturing the settling characteristics of diﬀerent ﬂoccu-
lent suspensions. Figure 3.10 shows a very distinct quantitative diﬀerence in the
settling characteristics of a ﬂocculated 30 NTU raw water associated with diﬀer-
ent coagulant doses. It is easy to observe that the slight increase in alum dose
from 2.25 mg
L
to 3.38 mg
L
causes rapid ﬂocculation to occur, which is manifest in
the signiﬁcantly lower residual turbidity and higher mean Vs. Figure 3.11 shows
the eﬀects of varying Gθ on ﬂocculation at a low coagulant dose. The suspension
that experienced a lower Gθ (mean Vs is 1
mm
s
, residual turbidity 4.4 NTU) has
a similar mean sedimentation velocity but a residual turbidity almost twice that
of the high Gθ case (mean Vs is 0.92
mm
s
, residual turbidity 2.3 NTU). This data
was processed using the algorithms introduced above to give a more quantitative
comparison between the two cases.
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Figure 3.11: Eﬀect of increased Gθ on ﬂocculation. Data is smoothed and normal-
ized. Alum dose is 5.06 mg
L
in both cases. When Gθ = 40, 000, mean Vs is 1.0
mm
s
,
residual turbidity 4.4 NTU. When Gθ = 60, 000, mean Vs is 0.92
mm
s
, residual
turbidity 2.3 NTU.
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3.5 Conclusion
This work was motivated by a need to quantify the sedimentation properties of
the euent from ﬂocculators. FReTA and its accompanying data analysis methods
were developed to quantify both Vs and residual turbidity as a method for com-
paring the performance of diﬀerent ﬂocculation conditions. The ability to identify
and characterize sedimentation velocity distributions created by ﬂoc breakup is a
demonstration of FReTA's capabilities. Although FReTA was used here to analyze
and compare laminar ﬂow tube ﬂocculator parameters, it could readily be used to
compare the performance of full-scale turbulent ﬂow ﬂocculators. FReTA is antici-
pated to be a very useful tool for engineers and plant operators alike. Experiments
using FReTA are currently being carried out to evaluate the contribution of ve-
locity gradients, residence time, and coagulant dose in the formation of rapidly
settling suspensions with low residual turbidity.
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CHAPTER 4
INFLUENCE OF POLYALUMINUM CHLORIDE
SELF-AGGREGATION ON FLOCCULATION PERFORMANCE
4.1 Abstract1
Polyaluminum chloride (PACl) is a commonly used coagulant for water treat-
ment. One mode of action of PACl ((AlO4Al12(OH)24(H2O)12)
7+) is reported
to be through formation of aggregates that bridge between colloids. Although
many studies have considered the eﬀectiveness of PACl under a spectrum of condi-
tions for inﬂuent suspensions, little is known about the rate of formation of PACl
aggregates upon mixing with inﬂuent water and the eﬀect of aggregate size on
the subsequent formation of ﬂocs that can be readily removed by sedimentation.
PACl aggregates larger than 0.18µm in diameter were formed under controlled
conditions. A kinetic aggregation model was developed and validated to give the
aggregate size before mixing with a colloidal suspension and entering a ﬂocculator.
After ﬂocculation, the ensuing ﬂoc sedimentation velocity and residual turbidity
were non-destructively observed. Experimental and modeling results combined
with geometric analysis show that, under the experimental conditions tested in
this research, PACl self-aggregation consistently lowers attachment eﬃciency of
the colloidal suspension, reduces the eﬀectiveness of the ﬂocculator, and reduces
turbidity removal. Minimization of PACl aggregate size is best accomplished by
immediate, rapid, and eﬃcient mixing of PACl with the inﬂuent water. The rela-
tionship between residual turbidity and PACl dose is consistent with expectations
based on a geometric adhesive model of coagulation.
1The contents of this chapter have been submitted to Environmental Engineering Science,
with co-authors M.L. Weber-Shirk and L.W. Lion.
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4.2 Introduction
In water treatment, coagulation and ﬂocculation are used to form particle aggre-
gates or ﬂocs that can be subsequently removed by sedimentation or ﬁltration.
Coagulation increases attachment eﬃciency, i.e., the fraction of particle collisions
that result in aggregation.. Flocculation is the transport phase in which the parti-
cles collide and aggregate (Bache and Gregory, 2007). While coagulation in drink-
ing water treatment always involves the addition of a coagulant, the particular
chemical, dose, and other relevant conditions determine the attachment eﬃciency
and the ensuing success of coagulation.
4.2.1 PACl Structure and Precipitation
Polyaluminum chloride (PACl) is an inorganic polymer coagulant that has gained
wide acceptance for use in water treatment as a result of its eﬃcacy over a broader
pH range and at lower temperatures than the commonly used alternative, alu-
minum sulfate (alum) (Benschoten and Edzwald, 1990). PACl is commonly pre-
pared by the controlled neutralization of aluminum chloride. The dominant sta-
ble species in dissolved PACl, (AlO4Al12(OH)24(H2O)12)
7+, commonly referred to
as Al13, has a Keggin-13 structure and a hydrated radius of 1.2nm (Ye et al.,
2007). When the dose of coagulant exceeds the solubility limit, precipitation oc-
curs. PACl precipitates, or aggregates, are composed of Al13 subunits. Benschoten
and Edzwald (1990) proved through timed spectrophotometry that the precipita-
tion products of alum and PACl were characteristically diﬀerent and that PACl
precipitates retained their polymeric structure.
Many mechanisms have been proposed for coagulation of suspensions by PACl
including: (1) Destabilization of colloidal particles by the nucleation of positively
charged Al13 precipitates on negatively charged colloidal surfaces, or precipitation
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charge neutralization (PCN) (Dentel, 1988). PCN is based on the observation
that, under the circum-neutral pH of most natural waters, the precipitates of alu-
minum salts and polymers are positively charged. These species are thought to
destabilize negatively charged colloids by attaching and neutralizing their surface
charge, thereby decreasing electrostatic repulsion between colloids and inducing
aggregation (Ye et al., 2007). (2) As a consequence of the relatively large size and
stability of PACl aggregates and their positive charge, electrostatic patch coagu-
lation (EPC) has also been proposed as a potential coagulation mechanism (Ye
et al., 2007). EPC is characterized as a localized precipitation charge neutraliza-
tion mechanism; patches of positive charge are created by aggregates of coagulant
adsorbing to a small fraction of the surface of the colloid. Attractive electrostatic
forces then attach the positively charged PACl patches to the naked surface of
other colloids upon collision. It is hypothesized that large ﬂocs can be formed
in this manner (Ye et al., 2007; Lin et al., 2008,b). (3) At high coagulant doses,
colloidal particles can be removed when they become enmeshed in the voluminous
self-aggregated coagulant precipitate, a process called sweep ﬂocculation(Bache
and Gregory, 2007). The term sweep ﬂocculation is best thought of as a descrip-
tion of the colloid and coagulant suspension and does not provide a mechanistic
understanding of why precipitated coagulant should interact with itself or colloids
in the observed manner. Sweep ﬂocculation is observed at coagulant doses that
are higher than are commonly used in water treatment. Consequently, EPC and
PCN are explored in more detail below.
4.2.2 DLVO Theory and Model
The interaction between charged particles in a suspension is cited as the driving
mechanism in PCN and EPC and has been modeled by the Derjaguin-Landau-
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Verwey-Overbeek (DLVO) theory. In this model, Van der Waals interactions are
responsible for the attractive force between particles, VA. VA is inversely propor-
tional to separation distance between particles and is therefore eﬀective at small
separation distances (Equation 4.1) (van Oss et al., 1990).
VA =
−AHa
12h
(4.1)
where AH is the Hamaker constant, a is the radius of the particle, and h is the
distance between the particles.
Repulsive forces in the DLVO model, VR, originate when the similarly charged
electrical double layers of particles overlap and are proportional to the surface
charge squared (Equation 4.2).
VR = 2piaζ
2exp (−κh) (4.2)
where  is the dielectric constant of water at 298K, ζ is the zeta potential of the
particle (see Section 4.2.3 for more detail), and κ is the inverse of the Debye-Huckel
length and is given by Equation 4.3.
κ =
(
2e2NAI
kBT
)1/2
(4.3)
where e is the elementary charge of an electron, NA is Avogadro's number, I
is the ionic strength of the solution, kB is Boltzmann's constant, and T is the
temperature.
Attractive and repulsive forces between particles can be summed to ﬁnd the
total force, VT (Equation 4.4). When VT is positive (VR dominates), the area under
the curve of VT as a function of separation distance represents the activation energy,
the energy that must be provided to allow two particles to get close enough so that
the attractive Van der Waals force dominates.
VT = VR + VA (4.4)
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Application of the DLVO theory to a colloidal suspension suggests that the
electrostatic destabilization of colloidal suspensions occurs when the activation en-
ergy is reduced so colloids can approach one another. According to PCN and EPC,
the goal of coagulation is the electrostatic destabilization of the colloidal suspen-
sion. Electrostatic destabilization can be achieved by changing the surface charge
of the colloids, which is incorporated into the DLVO theory by zeta potential, ζ,
or through reducing the distance over which repulsive forces act by increasing the
ionic strength, I, of the solution. The addition of positively charged coagulant ag-
gregates that adsorb/attach to the surface of the colloid would reduce the surface
charge and the resulting energy barrier. Electrostatic attraction would hold the
PACl aggregates to the colloidal surface, and the Van der Waals forces accounted
for in DLVO theory would be responsible for the inter-particle bond that holds the
charge-neutralized colloidal particles together (Lin et al., 1990).
Figure 4.1 depicts the interaction energy of a suspension of kaolin clay at the
solution conditions used for experiments in this research. DLVO theory suggests
that kaolin clay particles in Cornell tap water would be able to aggregate with
a spacing between particles of 10 nm because the van der Waals attractive force
exceeds the electrostatic repulsive force at that separation distance. However, a
kaolin suspension in Cornell tap water does not create ﬂocs with sedimentation
velocities that enable removal in a sedimentation tank without the addition of a
coagulant (Figure 4.5 at 0 mg
L
coagulant dose). The inability of the DLVO theory
to predict the failure of kaolin clay to aggregate suggests that an additional mech-
anism is important in determining the aggregation behavior of colloids undergoing
ﬂocculation.
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Figure 4.1: Interaction energy for 30 mg
L
kaolin clay in Cornell tap water, κ =
0.237nm−1, a = 1µm, ζ = −25mV , 0µM Al.
4.2.3 Measuring charge
Precipitation-charge neutralization (PCN) is hypothesized to facilitate aggregation
when the colloid's negative surface charge is near neutral. Surface charge, the
electrical charge present at the surface, should be measured as a surface potential,
the diﬀerence between the electrical potential of the surface and the bulk ﬂuid
(outside the electrical double layer). However, counter-ions and water molecules
that are strongly bound to the surface of the charged particle interfere with a direct
measurement. Zeta potential is the diﬀerence in electrical potential between the
shear plane and the bulk ﬂuid and is used as a surrogate parameter for surface
potential (van Oss et al., 1990). The shear plane is deﬁned as the position where
bulk ﬂuid can slip by a moving particle; ﬂuid within the shear plane moves with
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the particle due to intermolecular forces. It has long been assumed that the shear
plane lies near the Stern layer, the monolayer of positive ions from the solution
that are attracted to the colloid surface, approximately 0.5nm from the surface
of the colloid. Li et al. (2003) determined the shear plane's distance from the
surface to be approximately the the same as the Guoy plane. The Guoy plane is
deﬁned by electrochemical composition and is located one Debye length from the
colloid surface. The volume created one Debye length (20− 30nm in a 10−4M 1:1
electrolyte solution, and 4.2nm in the Cornell tap water used for this study) from
the surface of the colloid is the volume containing suﬃcient excess ions of opposite
charge to counter act the charge of the particle. It should be noted that while EPC
and PCN are based on electrostatic charge neutralization, zeta potential is not an
appropriate parameter for determining the coagulant dose at which EPC will be
eﬀective because zeta potential is averaged over the whole surface of the colloid.
4.2.4 Diﬀusion Limited & Reaction Limited Colloid Aggre-
gation (DLCA & RLCA)
Aggregation often begins with a suspension of mono-disperse particles that col-
lide and form clusters due to Brownian motion (Lin et al., 1990; Asnaghi et al.,
1992). These clusters continue colliding due to both Brownian motion and velocity
gradients resulting in a suspension of polydisperse clusters. Through static and
dynamic light scattering experiments, researchers have found that the aggregation
kinetics of many diﬀerent colloids follow the same pattern (Lin et al., 1990). As
a result, colloidal aggregation kinetics have been conceptually divided into two
distinct stages - diﬀusion limited (DLCA) and reaction limited colloid aggregation
(RLCA). In DLCA, the aggregation rate is limited only by the rate of collisions
between the particles; this assumes an attachment eﬃciency near unity. To predict
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an attachment eﬃciency near unity for DLCA, the repulsive barrier between two
approaching particles must be reduced to much less than kBT , an approximation of
the Brownian energy. If the energy barrier is reduced to near zero, the full extent
of DLCA can be achieved. In RLCA, collisions are driven by velocity gradients
and multiple collisions are required before two particles can stick together (attach-
ment eﬃciency less than one) resulting in a slower aggregation rate. In all stages
of colloid aggregation, the clusters of original colloids (primary particles) take on
a fractal structure, with a fractal dimension df ≈ 1.8 for DLCA and df ≈ 2.1 for
RLCA (Lin et al., 1990; Asnaghi et al., 1992).
4.2.5 PACl Self-Aggregation Model (DLCA & RLCA)
To interpret the impact of PACl self aggregation on ﬂocculation, a physically-
based model was generated to capture the kinetics of Al13 self-aggregation in
a circum-neutral pH suspension in the absence of other colloids. The primary
PACl molecule ((AlO4Al12(OH)24(H2O)12)
7+) is estimated to be 1.2nm in diam-
eter (O'Melia et al., 1989). However, because of its propensity to self-aggregate,
PACl is rarely observed as individual molecules. PACl obtained from suppliers has
already undergone some self aggregation. Therefore, the initial diameter, dinitial,
used in the model was not the diameter of a single PACl molecule, but rather
the observed average particle size, 180nm (determined using a Malvern Zetasizer
Nano-ZS, for the PACl used in this research obtained from Zhengzhou City Jintai
Water Treatment Raw Material Co., Ltd. ). The model provides an estimate of
the ﬁnal size of a PACl aggregate after a speciﬁed period of mixing due to collisions
resulting from both diﬀusion and shear (Equation 4.20).
To account for the fractal nature of aggregates (Asnaghi et al., 1992; Lin et al.,
2008b; Nan et al., 2009; Weber-Shirk and Lion, 2010), a fractal growth equation
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was used to determine size of the aggregate particle after each consecutive collision
(Equation 4.5). Inherent in this equation is the assumption that all collisions occur
between identical particles; such that collisions double the number of the primary
particles within the resulting aggregate.
dn = dinitial2
n
DFractal (4.5)
where n is the number of sequential collisions, DFractal is the fractal dimension, dn
is the aggregate diameter after n collisions, and dinitial is initial aggregate diameter.
The initial ﬂoc volume fraction, φinitial is calculated by (Equation 4.6).
φinitial =
CPACl
ρinitial
(4.6)
where CPACl is the concentration of PACl in the PACl aggregation tube used in
this research, and ρinitial is the observed density of PACl, 1.138
gm
mL
(see Section
4.2.6). The ﬂoc volume fraction for a given collision, φn, is then calculated as
(Equation 4.7):
φn = φinitial
(
dn
dinitial
)3−DFractal
(4.7)
The eﬀective particle density number, Nn, is determined by dividing the ﬂoc
volume fraction by the volume of a single aggregate (Equation 4.8).
Nn =
φn
pi
6
d3n
(4.8)
Given Nn, the model of Meibodi et al. (2010) that assumes Brownian motion
and uses the Smoluchowski approach for the collision of particles in a dilute sus-
pension is used to calculate the average time for a given collision, n, (tn,diffusive)
(Equation 4.9).
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tn,diffusive =
3ν
8kBTNn
(4.9)
where ν is the dynamic viscosity of water at 298K. Because of the initial 180nm
aggregate size and concentration used in experiments, shear induced collisions
also occur in the reactor and contribute signiﬁcantly to the ﬁnal aggregate size.
Shear induced collisions are considered RLCA in nature and have an attachment
eﬃciency less than unity. The time for a shear induced collision can be modeled
by Equation 4.10, as derived by Weber-Shirk and Lion (2010).
tn,shear =
1
6
(
6
pi
) 1
3 (ν
ε
) 1
2 1
φ
2
3
n
(4.10)
In the transitional range between DLCA and RLCA, diﬀusion and shear trans-
port processes act in concert to cause collisions. Equation 4.11 calculates the
collision time when both transport mechanisms are operative.
tn =
1
1
tn,diffusive
+ 1
tn,shear
(4.11)
Each collision time is subtracted in the model from the total experimental re-
action time available. Total reaction time was controlled in experiments through
laminar ﬂow in a microbore tube of deﬁned length and diameter. When the avail-
able reaction time is depleted, the number of collisions is used in the fractal growth
equation (Equation 4.5) to give the ﬁnal aggregate size. The number of sequen-
tial collisions was not limited to integer values to obtain the best estimate of the
average aggregate size.
The model for diﬀusion limited PACl aggregate growth was validated exper-
imentally using a Malvern Zetasizer Nano-ZS. A 5mM Al suspension of PACl
aggregates was ﬁltered through a 0.2µm syringe ﬁlter to isolate a narrow size dis-
tribution so as to reduce variability in the observed sizes during aggregation. After
80
ﬁltration, initial aggregates were 55nm in diameter. As expected, this is less than
the average aggregate size in the unﬁltered suspension, 180nm. The suspension
pH was adjusted to 7.5 by addition of dilute Na2CO3 and a series of size mea-
surements was taken (ﬁnal PACl concentration 2.5mM Al). The sample cell was
not mixed during the measurement phase and thus the only transport mechanism
for collisions was Brownian motion. Observations of aggregate size immediately
after pH neutralization were not obtained because initial collisions occurred at a
time scale faster than the start-up detection time required for the Zetasizer (10 s).
However, even with the diﬃculties inherent in observing particle collisions over
very short time and length scales, the results (Figure 4.2) suggest that the model
based on DLCA is consistent with the observed self-aggregation for PACl.
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Figure 4.2: Diﬀusion limited PACl self-aggregation as a function of time at a neu-
tral pH. PACl concentration was 2.5mM Al. Measurements exhibit variability
because of the polydisperse character of the suspension and because averaging of
size measurements was eliminated to decrease the time interval between measure-
ments. The model assumes a fractal dimension of 1.85 for DLCA in the quiescent
sample and an initial particle size of 55nm. R2 = 0.69, n = 20
4.2.6 Coagulation Geometries
A careful geometric analysis for the attachment of coagulant particles to colloid
surfaces can enlighten our understanding of the role of the coagulant on subse-
81
quent colloid aggregation. The eﬀectiveness of PACl as a coagulant for negatively
charged kaolin clay particles is generally attributed to charge neutralization based
on its high positive charge density (Benschoten and Edzwald, 1990; Ye et al., 2007;
Wu et al., 2007; Lin et al., 2008; Wu et al., 2009; Lin et al., 2009). However, if
the diameter of PACl coagulant aggregates exceeds the Debye length, there is no
reason to expect charge neutralization to be a prerequisite of aggregation. This is
consistent with observations by Wu et al. (2007); Chu et al. (2008) of ﬂocculation
with negative zeta potential (see Section 4.2.7).
As an initial approximation, kaolin clay platelets were assumed to have the
volume of a sphere with a diameter of 2µm (Ye et al., 2007; Lin et al., 2008).
The platelets were assumed to be cylinders with a 10:1 diameter to height ra-
tio, resulting in a diameter of 3.8µm, height of 0.38µm, and an initial surface
area of 27µm2. The geometries used in Figure 4.3a correspond to a turbidity of
15 NTU (30mg/L clay, relationship determined through laboratory observations)
and a PACl concentration of 14.4µM Al, at a pH of 7.5. The number of clay par-
ticles present assumes the density of kaolin clay, ρClay, is 2.65
gm
mL
. If initial PACl
aggregate diameters are close to 180nm with a fractal dimension of 2.9 due to
aggregation and dehydration that occurred during the manufacturing process (as
was the case for the PACl used in this research) the precipitated PACl would cover
14% of the clay surface on average (Figure 4.3a) (Benschoten and Edzwald, 1990;
Lin et al., 2011). This calculation assumes that all PACl molecules above the solu-
bility limit precipitate and attach to a clay platelet. At pH 7.5 the solubility limit
of PACl is 82nM Al (Benschoten and Edzwald, 1990). If the coagulant is allowed
to self-aggregate at circum-neutral pH for 6.2 s under the conditions in this study,
1µm aggregates are formed (see aggregation model below), covering only 4% of
the colloid surface (Figure 4.3b). For comparison, the Debye length corresponding
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to the ionic strength (I = 5.2mol
m3
) of Cornell University tap water is 4.2nm. This
coupled geometric and DLVO analysis suggests that charge neutralization may not
be relevant for PACl dosages typically used in drinking water treatment.
The geometric analysis accounts for the observation that industrial grade PACl
is not a monodisperse suspension of primary particles, but rather a suspension
of preformed PACl aggregates (Malvern Zetasizer Nano-ZS). The size of these
aggregates can vary greatly based on the chemical preparation techniques at the
factory including aging times and handling (Benschoten and Edzwald, 1990; Hu
et al., 2005; Yan et al., 2008). The industrial grade powdered PACl used in this
study (source: Zhengzhou City Jintai Water Treatment Raw Material Co., Ltd)
was found to produce a suspension with an initial mean particle size of 180nm
when mixed with distilled water at a concentration of 5mM Al (Malvern Zetasizer
Nano-ZS). The fractal dimension for the preformed aggregates was estimated from
the bulk density of the PACl granules as described below.
Assuming a porosity, ε, of 0.40 for random packing of spherical particles, Equa-
tion 4.12 was used to ﬁnd the density of the preformed aggregates, ρinitial (German,
1989).
ρinitial =
Mobs
V obs
1− ε (4.12)
where Mobs is the observed mass of a dry sample of the preformed aggregates, and
Vobs is the observed volume of the sample of preformed aggregates. The observed
density, ρinitial, was 1.138
gm
mL
. Next, Equation 4.13 was used to calculate the
number of primary particles in a single preformed aggregate, Ninitial.
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a)
b)
Figure 4.3: Visual geometries, approximately to scale for the experimental con-
ditions in this study, 15 NTU (30 mg
L
) and 14.4µM Al. a) Small aggregates (180
nm) cover 14% of the clay surface with 113 PACl aggregates per clay particle
representing the control experiment described in section 4.3, b) Large PACl aggre-
gates (1076 nm) cover 2.4% of the clay surface with 0.65 PACl aggregates per clay
particle representing the worst case observed in this study.
84
Ninitial =
ρinitialVinitial
ρ0V0
(4.13)
where Vinitial is the volume of a spherical preformed aggregate with a 180nm
diameter, ρ0 is the density of PACl primary particles, 1.907
gm
mL
, and V0 is the
volume of a single primary particle with a 1.2nm diameter. The number of binary
collisions that must have occurred to create the preformed aggregate was found by
Equation 4.14 to be 20.9.
Collisions = log2(Ninitial) (4.14)
Finally, the fractal dimension, DF for the factory based aggregation is deter-
mined by Equation 4.15.
DF =
Collisions
log2
(
dinitial
d0
) (4.15)
The resulting fractal dimension determined for the conditions observed in this
study is 2.9, signifying that the PACl density was nearly independent of aggregate
size in the preliminary aggregation stage during production of the PACl granules
at the manufacturer. With this information, it is possible to model the fractional
coverage or depth of coagulant on the surface of each clay platelet for a given set of
PACl concentrations and geometric considerations. Over the range of doses in this
study, increased clay surface coverage causes an increase in attachment eﬃciency
during ﬂocculation, which could easily explain the improvement in turbidity re-
moval (Figure 4.7b). Equations 4.16-4.19 outline the calculations in the geometric
model for PACl aggregate coverage of clay.
NClay = Influent Turbidity
(
2mg
L ∗NTU
)(
1
MClay
)
(4.16)
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where NClay is the number of clay platelets per unit volume, Influent Turbidity
is the inﬂuent turbidity in NTU, 2mg
L∗NTU is a conversion based on laboratory ob-
servations, MClay is the mass of each clay platelet, calculated from the volume
given above and the density of kaolin clay, ρClay, 2.65
gm
mL
. The number of binary
collisions that must have occurred to create an aggregate of the size dictated by
the model, dfinal, is calculated in Equation 4.17.
Collisions = DF,initial log2
(
dinitial
d0
)
+DF,final log2
(
dfinal
dinitial
)
(4.17)
where DF,initial is the fractal dimension of the preformed aggregate, 2.9, d0 is the
diameter of the primary PACl molecule, 1.2nm, dinitial is the diameter of the
preformed aggregate, 180nm, DF,final is the fractal dimension of the aggregate,
and dfinal is the ﬁnal diameter of the aggregate determined using Equation 4.5.
DF,final is assumed to be equal to DF,initial, 2.9, throughout the mixing chamber
due to the high velocity gradients. The number of PACl aggregates per unit volume
in the ﬂocculator, NPACl, is calculated by Equation 4.18.
NPACl =
CPACl,SRW ∗NA
MWPACl ∗ 2Collisions (4.18)
where CPACl,SRW is the concentration of PACl in the ﬂocculator, NA is Avogadro's
number, and MWPACl is the molecular weight of PACl. The total volume of PACl
aggregates on the surface of a single clay, VPAClperClay is found by (Equation 4.19).
VPAClperClay =
VPACl,final ∗NPACl
NClay ∗ (1− ε) (4.19)
where VPACl,final is the volume of a spherical PACl aggregate of diameter dfinal.
The total volume of the PACl aggregates is then used to determine the fractional
coverage of the clay platelets. The model output is shown below (see section 4.4).
86
Because PACl aggregates are assumed to be spherical, as opposed to chain-like
in structure, larger aggregates have a lower surface area to volume ratio, and will
require a larger mass of coagulant to provide suﬃcient areal coverage of the clay
platelets to obtain a high attachment eﬃciency. Therefore, as PACl aggregates in-
crease in size they will be spaced further apart on the clay platelets, the attachment
eﬃciency will decrease, and the overall particle removal eﬃciency in ﬂocculation
and sedimentation will decrease.
4.2.7 Plausible coagulation mechanisms for aggregated co-
agulant at low doses
The inﬂuence of coagulant dose on zeta potential is well documented in studies
of the hypothesized PCN mechanism (Benschoten and Edzwald, 1990; Bache and
Gregory, 2007; Li et al., 2007; Wu et al., 2009). The published data, shows that
the zeta potential is not zero at the lowest residual turbidity. Results by Wu
et al. (2007); Chu et al. (2008) show that residual turbidities drop precipitously
at very low doses while the zeta potential remains negative. Similarly, eﬃcient
ﬂocculation continues at highly positive zeta potential and the complete lack of
correlation between zeta potential and residual turbidity are well documented (Chu
et al., 2008). Thus, charge neutralization does not explain the observed results and
there must be another mechanism leading to enhanced attachment eﬃciency.
PACl self-aggregation and the absence of restabilization at positive zeta poten-
tials demonstrates that electrostatic neutrality is not required for aggregation and
conﬁrms that the PACl-PACl attachment mechanism is stronger than the electro-
static repulsion. Therefore, although the zeta potential of the colloids becomes
more positive as PACl is added to a suspension, there is no evidence that the
change in zeta potential or electrostatic charge is what causes the aggregation to
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be successful. Therefore a diﬀerent attractive force must be operative to cause
aggregation of either negatively or positively charged colloids. The precise nature
of the attractive force between the coagulant precipitate and other colloids is not
the focus of this paper. However, it is hypothesized that trivalent cations bonded
to hydroxides within the Al13 molecule have a strong polarity due to the large dif-
ferences in electronegativity between the trivalent cation and oxygen. The atomic
diﬀerences in electronegativity produce molecular level charge distributions that
would provide strong intermolecular bonding. The attractive force would enable
PACl to bond with itself and with clay even when there is electrostatic repulsion.
If valid, this hypothesis suggests that the goal of coagulation may be to apply
suﬃcient PACl adhesive to the colloidal particles so that a high fraction of the
collision impact sites are coated with coagulant. The observed change in residual
turbidity and ﬂoc size as the coagulant dose is increased may therefore be the
result of the changing fractional coverage of the colloidal surfaces with the PACl
adhesive. The geometric analysis given above shows that the PACl aggregates are
approximately 40 (180 nm/4.2 nm) times larger than the Debye layer thickness and
hence PACl aggregates extend beyond the electric double layer and electrostatic
repulsion may not signiﬁcantly inﬂuence the interaction between clay platelets with
attached PACl aggregates.
As the geometric analysis in Figure 4.3 illustrates, self aggregation of PACl
has a signiﬁcant inﬂuence on the resulting geometry of the colloidal surfaces. If
the PACl aggregate size can be kept small, then the coagulant can cover more of
the colloid surface and potentially improve the attachment eﬃciency and turbidity
removal. If the PACl is an adhesive, then the geometry of the adhesive on the
colloidal surfaces is expected to inﬂuence attachment eﬃciency and there should
be no improvement in attachment after the colloids are completely coated. The
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Figure 4.4: Schematic of the experimental assembly.
primary gain in attachment eﬃciency is expected to occur at low fractional coverage
of the colloids.
4.3 Materials and methods
Experiments were conducted using an apparatus comprised of synthetic raw water
and coagulant metering systems, a coiled tube hydraulic ﬂocculator, and a ﬂoc-
culation residual turbidity analyzer (FReTA) (see Figure 4.4). Tse et al. (2011b)
provide a complete description of the experimental apparatus and methods; only
the method for coagulant addition was changed for the experimental data presented
here.
Brieﬂy, the synthetic raw water (SRW) metering system consisted of a con-
centrated stock suspension of kaolinite clay (R.T. Vanderbilt Co., Inc., Norwalk,
CT) mixed with tap water to produce a feedback-regulated constant turbidity raw
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water source (Weber-Shirk, 2008). Reported Cornell University tap water char-
acteristics are: total hardness ≈ 150 mg
L
as CaCO3, total alkalinity ≈ 136 mgL as
CaCO3, pH ≈ 8.2, and dissolved organic carbon ≈ 1.8 mgL (Bolton Point Water
System, 2012). The concentrated clay stock and the SRW feedstock were each
stirred to ensure homogeneous suspensions. For all of the experiments performed
in this study, the SRW was maintained at a constant turbidity of 15 ± 1 NTU,
which corresponded to a clay concentration of approximately 30 mg
L
, and a constant
temperature, 25°C. All inﬂuent chemicals were metered with computer controlled
Cole Parmer MasterFlex L/S digital peristaltic pumps. Industry grade (31% as
Al2O3) polyaluminum chloride (PACl), (AlO4Al12(OH)24(H2O)12)
7+, was used as
the coagulant for all experiments (Zhengzhou City Jintai Water Treatment Raw
Material Co., Ltd). The PACl was diluted with distilled water to give a stock con-
centration of 5mM Al. A Na2CO3 stock was used to neutralize the acidic PACl
stock and initiate precipitation. The Na2CO3 stock was prepared with distilled
water at a concentration of 3.43mM ; this concentration was chosen because with
1 to 1 mixing it adjusted the PACl stock to pH 7.5. Dilution water was prepared
with distilled water and was adjusted to pH 7.5 with 75µM Na2CO3. The dilution
water and Na2CO3 stock were combined ﬁrst and then combined with the PACl
stock in 0.8128mm inner diameter micro-bore tubing (Cole Parmer). The ﬂow
rate of the dilution stock was varied between experiments to alter the residence
time and PACl concentration in the PACl aggregation tube (center of Figure 4.4).
The mixing time provided for PACl self-aggregation was determined by Equa-
tion 4.20.
tMixing =
ATubeLTube
QPACl +QNa2CO3 +QDilution
(4.20)
where ATube is the cross-sectional area of the micro-bore tubing, 0.519mm
2, LTube
90
is the length of the micro-bore tubing, 5 cm or 60 cm, QPACl is the ﬂow rate of
coagulant stock, 14.4 µL
s
, found by using Equation 4.21, QNa2CO3 is the ﬂow rate
of base stock, 14.4 µL
s
, and QDilution is the ﬂow rate of pH adjusted distilled water
stock, which was varied to produce a range of mixing times and concentrations.
The micro-bore tubing length was either 5 cm or 60 cm to achieve the full range of
mixing times without creating excessive head loss through the tube.
QPACl =
PAClDoseQPlant
PAClStock
(4.21)
where QPlant is the total ﬂow rate through the ﬂocculator, 5
mL
s
, PAClDose is the
concentration of PACl in the ﬂocculator, 14.4µM Al, PAClStock is the concentra-
tion of PACl entering the microbore tubing, 5mM .
The SRW and coagulant was passed through a rapid mix unit comprised of a
120 cm segment of 4.3mm (0.17) ID tubing coiled around a cylinder with an outer
diameter of 5 cm to ensure thorough mixing of the SRW and the PACl. Reynolds
number in the rapid mix tube was approximately 1450. Results from a dye study
showed that adequate mixing was achieved at this ﬂow rate due to the secondary
currents induced by the coiling. The coagulated SRW entered an 84m coiled tube
ﬂocculator. The average velocity gradient in the ﬂocculator, G, was maintained at
50 s−1, calculated by Equations 2-9 of Tse et al. (2011b), and the overall plant ﬂow
rate was maintained at 5 mL
s
resulting in a hydraulic residence time, θ, of 1200 s
in the ﬂocculator. As Owen et al. (2008) note, ﬂocculation is frequently studied in
batch reactors with oine size measurements for aggregation processes, resulting
in poor control over the energy dissipation rate, reaction time, and questionable
size measurements. A tube ﬂocculator was used because it can be idealized as
a high Peclet number reactor much like a baed hydraulic ﬂocculator and also
because the average velocity gradient in laminar tube ﬂow is well deﬁned (Weber-
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Shirk and Lion, 2010). After two hydraulic residence times in the ﬂocculator,
2400 s, the peristaltic pumps were ramped to a stop. The FReTA actuated ball
valve closed, and the turbidity in the quiescent settling column was measured over
a period of 30 minutes. The ﬂocculation residual turbidity analyzer (FReTA) was
used to non-destructively measure both the sedimentation velocity and the residual
turbidity of the euent from the ﬂocculator. The settling velocity of the particles
was calculated by dividing the 13.64 cm distance between the bottom of the ball
valve and the center of the zone illuminated by the turbidimeter infrared LED by
the time elapsed during settling. The residual turbidity is deﬁned as the average
euent turbidity in the ﬁfty second interval around the capture velocity of 0.12 mm
s
which is a conservatively designed lamellar settler capture velocity (Willis, 1978).
Based on control experiments performed with the tube ﬂocculator at Gθ =
60, 000, a coagulant dose of 14.4µM Al was determined to provide approximately
50% turbidity removal with an initial turbidity of 15 NTU (Figure 4.5). Residual
turbidity is comprised of ﬂocs that settle more slowly than the capture velocity,
0.12mm
s
. The 14.4µM Al dose was chosen for subsequent experiments. The sen-
sitivity of residual turbidity to changes in coagulant dose enhanced the ability to
observe changes in the eﬀectiveness of PACl at diﬀerent PACl aggregate sizes.
The fractional coverage of the clay by the PACl was calculated using the ge-
ometric model and the measured size of the PACl aggregates. The majority of
the reduction in residual turbidity was obtained by the ﬁrst 10% of clay surface
coverage. There was negligible improvement in performance above a fractional
coverage of approximately 40%. These results are consistent with the expectation
that the eﬀectiveness of an adhesive is related to the fractional coverage and that
the signiﬁcant improvement in attachment eﬃciency, as indirectly measured by
residual turbidity, occurs when the colloids are not completely covered.
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4.4 Results and discussion
The PACl aggregates (180nm in diameter) are many times larger than the Debye
length (calculated to be 4.2nm for the experimental conditions) and thus charge
neutralization was not a signiﬁcant factor in ﬂocculation with powdered PACl.
The geometric model and aggregation models were combined to demonstrate the
potential role of clay platelet coverage on ﬂocculation performance.
Figure 4.7a depicts the observed relationship between collision potential and
turbidity for the tested conditions. In Figure 4.7d the y-axis is pC∗, deﬁned by
Equation 4.22. pC∗ is the negative logarithm of the fraction of turbidity that
remains.
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pC∗ = − log
(
Residual Turbidity
Influent Turbidity
)
(4.22)
All calculations of size and fractional coverage incorporate a degree of uncer-
tainty because the attachment eﬃciency, α, is unknown during self aggregation
in the PACl mixing tube. The attachment eﬃciency term is expected to be low
to account for curvilinear particle trajectories (Hendricks, 2009) which were not
considered in the collision model. The PACl aggregates have a high fractal dimen-
sion and a low porosity and thus ﬂow of water through the aggregate is small and
trajectory deﬂection as particles approach could be signiﬁcant. Attachment eﬃ-
ciency values ranging from 0.05 to 0.2 were used to calculate the results in Figures
4.7b, 4.7c, and 4.7d. Assumption of higher values of α resulted in the calcula-
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tion of unreasonably sized PACl aggregates (of the same order of the clay particle
size). Attachment eﬃciencies greater than 0.1 resulted in fewer than 1 PACl ag-
gregate per clay particle and is thus inconsistent with the observed ﬂocculation
and sedimentation.
Because mixing time was varied by the addition of dilution water, concentration
of PACl in the PACl aggregation tube varied in each test. The parameter Gθφ2/3,
where G is the velocity gradient, θ is the mixing time or residence time in the
PACl aggregation tube, and φ is the initial ﬂoc volume fraction, was chosen to
represent collision potential in the mixing tube in accordance with Weber-Shirk
and Lion (2010). Since longer mixing times and higher PACl concentrations allow
more PACl self-aggregation, the experimental results can also be expressed as a
function of model-calculated PACl aggregate size as shown in Figure 4.7b. It is
clear that the performance of PACl as a coagulant is impaired by the formation of
large PACl aggregates. Given the diameter of model-calculated PACl aggregates,
the surface coverage of kaolin clay colloids can be calculated (Equation 4.23) and
is shown in Figure 4.7c. For a constant PACl dose, increased aggregate size results
in fewer PACl aggregates per clay, which in turn correlates with the decrease in
fractional removal shown in Figure 4.7d.
Fractional Coverage =
VPAClperClay
SAClaydfinal
(4.23)
where SAClay is the surface area of a single clay platelet and VPAClperClay is the
total volume of PACl aggregates per clay platelet given by Equation 4.19.
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Figure 4.7: Inﬂuent turbidity was 15 NTU, PACl dose was 14.4µM Al for all
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The data collected from FReTA in each of these experiments can be used to
calculate the distribution of sedimentation velocities for the ﬂocs formed under
the given conditions. Figure 4.8 shows turbidity as a function of sedimentation
velocity for a sample of the aggregate sizes in the study, assuming α = 0.1 to
estimate the PACl aggregate sizes given in the legend. The sedimentation velocity
is strongly correlated to the ﬁnal ﬂoc size and determines the probability that a
ﬂoc is removed. The slope of the curve represents the fraction of the ﬂocs with the
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Figure 4.8: Sedimentation velocity from PACl aggregates of various sizes. The
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residual turbidity measurement is taken. Data was collected at 1 second intervals
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corresponding sedimentation velocity. Residual turbidity is comprised of ﬂocs that
settle more slowly than the capture velocity of a conservatively designed lamellar
settler in a sedimentation tank, 0.12 mm
s
in these experiments. Figure 4.8 shows
that the fraction of particles with settling velocities lower than 0.12 mm
s
increased
at larger PACl aggregate sizes.
Starting with 180nm initial aggregates, formation of a 1076nm PACl aggre-
gate requires approximately 6.2 seconds in the mixing chamber assuming a self-
aggregation attachment eﬃciency of 0.1. As shown in Figure 4.7a, providing PACl
time for self-aggregation will decrease the performance of the subsequent ﬂoccu-
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lation process by decreasing the attachment eﬃciency in the ﬂocculation phase
andincreasing residual turbidity. Therefore, rapid mixing of coagulant with col-
loid suspensions after coagulant addition is needed to ensure PACl does not self-
aggregate before contacting colloids in the water to be treated. PACl will begin
to self-aggregate as soon as the PACl stock blends with suﬃcient raw water to
neutralize the pH of the mixture. The dilution required to begin self-aggregation
is a function of the acid neutralizing capacity (ANC) of the PACl stock and the
ANC and pH of the raw water. Self-aggregation will occur most readily for high
pH and high ANC waters such as raw waters in equilibrium with calcium carbon-
ate. Self-aggregation is also favored by high PACl dose and low raw water colloid
concentration because the distance between PACl aggregates would be small and
the probability of ﬁrst colliding with a PACl over a clay platelet would be en-
hanced. If mixing does not occur at the point of coagulant application, the pH of
the PACl stock will be neutralized upon entering the water and the local concen-
tration of coagulant will remain high leading to self-aggregation. Self-aggregation
after complete mixing with the raw water is expected to be insigniﬁcant because
PACl aggregate interactions with clay platelets become highly favored over self-
aggregation.
While rapid mix of coagulant with raw water has been a prerequisite to ﬂoc-
culation for decades, the results of this study suggest that coagulation with PACl
requires immediate, rapid mixing to decrease the local concentration of coagulant
at the point of addition. Although beyond the scope of the present study, mix-
ing also aids in the uniform application of the PACl aggregates on the raw water
colloid surfaces.
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4.5 Conclusions
1. Electrostatic charge neutralization is not required for PACl coagulation be-
cause the PACl aggregates are much larger than the Debye length scale.
2. Geometric considerations show the reduction in residual turbidity as a func-
tion of PACl dose occurs over a dose range that is consistent with partial
clay platelet coverage with adhesive PACl aggregates.
3. PACl will readily precipitate and aggregate at circum-neutral pH in short
time scales (∼ 5 s) to sizes that are signiﬁcant to the performance of the
whole water treatment plant.
4. At a constant dose, increased size of PACl aggregates decreases clay surface
coverage and negatively aﬀects the performance of subsequent ﬂocculation
and sedimentation processes.
5. PACl self-aggregation is not expected to be a factor in municipal water treat-
ment plants once the coagulant is uniformly mixed with the raw water.
The quantitative turbidity removal - PACl aggregation relationships observed in
this research are speciﬁc to the experimental test conditions and are expected to
vary in magnitude with inﬂuent water quality and coagulant dose. However, the
qualitative eﬀect of coagulant self-aggregation can be generalized and it is clear
that PACl aggregate size is a characteristic that should be considered when eval-
uating the results of ﬂocculation performance experiments. From the perspective
of the practical application of PACl to water treatment, this research shows that
turbidity removal by ﬂocculation and sedimentation is improved if vigorous mix-
ing occurs at the point of PACl addition. Immediate mixing with a high energy
dissipation rate, ε, will increase the separation distance between PACl aggregates
and increase the probability that the closest particle which the PACl will attach
99
to is a clay particle, as opposed to another PACl aggregate. Some methods of
coagulant addition such as a drip feed into an entrance tank of standing water are
expected to not be eﬀective means for rapid dispersal of coagulant. These dosing
methods are anticipated to allow self-aggregation of coagulant and necessitate a
higher coagulant dose than would be needed if eﬃcient mixing were achieved.
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CHAPTER 5
PREDICTIVE PERFORMANCE MODEL FOR HYDRAULIC
FLOCCULATOR DESIGN WITH POLYALUMINUM CHLORIDE
AND ALUMINUM SULFATE COAGULANTS
5.1 Abstract1
Mechanistically-based scalable algorithms for design and operation of hydraulic
ﬂocculators were developed in this research based on observations of residual
turbidity for a range of inﬂuent turbidities (5 − 500NTU) and coagulant doses
(0.01 − 0.15mM Al), for two hydraulic residence times (800 s and 1200 s) and for
two coagulant types (polyaluminum chloride and aluminum sulfate). Data were ob-
tained over a range of sedimentation capture velocities using a bench-scale laminar
ﬂow tube ﬂocculator and quiescent settling column. Seemingly disparate results
were uniﬁed through creation of a composite design parameter that considers col-
lision potential in the ﬂocculator and coagulant surface coverage of colloids. One
adjustable model parameter was used to ﬁt data (R2 ≈ 0.9) from over 136 exper-
iments to create a model for each of the two coagulants. The model is applicable
over a range of sedimentation tank capture velocities and accurately reﬂects the
eﬀects of coagulant dose, raw water turbidity, ﬂocculator residence time, and co-
agulant type. The model was validated by successfully predicting results from
independent data sets. When calibrated properly to the coagulant and source wa-
ter to be treated, the predictive model is expected to be a useful tool in the design
and operation of hydraulic ﬂocculators.
1The contents of this chapter have been submitted to Journal of Environmental Engineering,
with co-authors M.L. Weber-Shirk and L.W. Lion.
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5.2 Introduction
One objective of ﬂocculation research is to enhance the performance of ﬂocculators
in concert with subsequent unit processes (e.g., sedimentation and ﬁltration) while
minimizing overall construction and operation costs. Multiple variables inﬂuence
the performance of hydraulic ﬂocculators in drinking water treatment, including
but not limited to: the concentration and type of colloids in the raw water, the
concentration of dissolved organic matter, coagulant type and dose, and hydraulic
residence time and energy dissipation rate in the ﬂocculator (Kawamura, 1991).
Quantifying the eﬀect of varying ﬂocculator design and operational parameters on
the post-sedimentation residual turbidity that corresponds to a selected sedimen-
tation tank capture velocity (often referred to as the critical velocity) is a necessary
step in diﬀerentiating the role each of these parameters play in ﬂocculator perfor-
mance.
The design and operation of hydraulic ﬂocculators (e.g., units where colloid
transport and mixing are achieved by ﬂuid ﬂow rather than by mechanical means)
would be aided by a predictive model that can characterize performance of al-
ternative designs under reasonable operating conditions. A general model would
be scalable and utilize dimensionally-correct relationships that are based upon
relevant ﬂocculation mechanisms. Existing design guidelines for ﬂocculators are
predominantly based on empiricism rather than a fundamental understanding of
the underlying physical and chemical processes (Hendricks, 2009) and design guide-
lines for gravity-powered hydraulic ﬂocculators are inadequate (Schulz and Okun,
1984). The evidence for empiricism can be seen in the use of guidelines that are
not dimensionless and that cannot be easily made dimensionless. For example, in
the Ten State Standards the guidance for the design of ﬂocculator states The ﬂow
through velocity should be not less than 0.5 nor greater than 1.5 feet per second
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(Water Supply Committee of the Great LakesUpper Mississippi River Board of
State and Provincial Public Health and Environmental Managers, 2007). It is well
established that ﬂoc size is correlated with energy dissipation rate (not velocity)
(Cleasby, 1984; Akers et al., 1987; Weber-Shirk and Lion, 2010) and thus, if the
goal of these guidelines is to be able to deliver ﬂocs of a certain size to the sedimen-
tation tank, then the design speciﬁcation should be a maximum energy dissipation
rate. Since the relationship between energy dissipation rate and velocity is de-
pendent on the scale of the ﬂow, velocity guidelines result in design failure for
small scale facilities. The pervasive lack of scalable design guidelines provides an
opportunity for research to signiﬁcantly improve conventional ﬂocculator designs.
In this research a spectrum of coagulant doses (which control colloid surface
coverage), and inﬂuent turbidities, were evaluated for two alternative coagulants
and two hydraulic residence times with respect to their inﬂuence on ﬂoc settling
properties (as manifested by residual turbidity) at multiple sedimentation capture
velocities. The observations from these experiments are utilized to formulate a
comprehensive model that is able to predict settled water turbidity as a function
of ﬂocculator design and operation for laminar ﬂow tube ﬂocculators.
5.3 Experimental Methods
Experiments were conducted using an apparatus comprised of synthetic raw water
and coagulant metering systems, a coiled tube hydraulic ﬂocculator, and a ﬂoc-
culation residual turbidity analyzer (FReTA) (see Figure 5.1). Tse et al. (2011b)
provide a complete description of the experimental apparatus and methods; only
the length of the ﬂocculator was changed for the experimental results presented
here.
107
Clay
PACl
NTU
Tight coil 
rapid mix
Turbidimeter
(feedback loop)
Peristaltic
pumps
Pressure sensor
(measure  head  loss)
Tube flocculator
NTU
Actuated
ball valve
Infrared
turbidimeter
Settling column
Effluent 
discharge
High-pressure
backwash
Backwash
effluent
FReTA
Synthetic
raw water
Solenoid
valves
Solenoid
valve
N
Figure 5.1: Schematic of the experimental assembly.
Brieﬂy, the synthetic raw water (SRW) metering system consisted of a concen-
trated stock suspension of kaolinite clay (R.T. Vanderbilt Co., Inc., Norwalk, CT)
mixed with tap water to produce a feedback-regulated constant turbidity raw water
source (Weber-Shirk, 2008). Reported Cornell University tap water characteristics
are: total hardness ≈ 150 mg
L
as CaCO3, total alkalinity ≈ 121 mgL as CaCO3, pH ≈
7.6, aluminum = 0 to0.17 mg
L
, and dissolved organic carbon ≈ 1.7 mg
L
(Bolton Point
Water System, 2012). The concentrated clay stock and the SRW feedstock were
each continuously stirred to ensure homogeneous suspensions. Inﬂuent turbidities
of 5, 15, 50, 150, and 500 NTU were tested with both PACl and alum over a range of
coagulant doses (∼ 0.01− 0.15mM Al). All inﬂuent chemicals were metered with
computer controlled Cole Parmer MasterFlex L/S digital peristaltic pumps. To
better mimic coagulants used in water treatment practice, industry grade (31% as
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Al2O3) polyaluminum chloride (PACl), (AlO4Al12(OH)24(H2O)12)
7+ (Zhengzhou
City Jintai Water Treatment Raw Material Co., Ltd.), and technical grade alu-
minum sulfate, Al2 (SO4)3 · 14.3H2O, (PTI Process Chemicals) were used as co-
agulants for all experiments. Each coagulant was diluted with distilled water to
make the stock solutions.
The SRW and coagulant were passed through a rapid mix unit comprised of
a 120 cm segment of 4.3mm (0.17) ID tubing coiled around a cylinder with an
outer diameter of 5 cm to ensure thorough mixing. Reynolds number in the rapid
mix tube was approximately 1450. Results from a dye study showed that adequate
mixing was achieved at this ﬂow rate due to the secondary currents induced by the
coiling.
The mixed coagulant and SRW entered a coiled tube ﬂocculator (56m or 84m).
The average velocity gradient in the ﬂocculator, G, was maintained at 51 s−1,
calculated using relationships for laminar ﬂow in coiled tubes described by Tse
et al. (2011b) (see equations 5.1-5.4 below). The overall plant ﬂow rate, QPlant, was
maintained at 5 mL
s
resulting in ﬂocculator hydraulic residence times, of 800 s and
1200 s respectively. As Owen et al. (2008) note, ﬂocculation is frequently studied in
batch reactors with oine size measurements for aggregation processes, resulting
in poor control over the energy dissipation rate, reaction time, and questionable
size measurements. A tube ﬂocculator was used in this research because it can be
idealized as a high Peclet number reactor much like a baed hydraulic ﬂocculator
and also because the average velocity gradient in laminar tube ﬂow is well deﬁned
(Weber-Shirk and Lion, 2010).
After two hydraulic residence times in the ﬂocculator, the ﬂow was ramped to a
stop, the FReTA actuated ball valve shown in Figure 1 closed, and the turbidity in
the quiescent settling column was measured over a period of 30 minutes. FReTA
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was used to non-destructively measure both the sedimentation velocity and the
residual turbidity of the euent from the ﬂocculator. The settling velocity of the
particles was calculated by dividing the 13.6 cm distance between the bottom of
the ball valve and the center of the zone illuminated by the turbidimeter's infrared
LED by the time elapsed during settling. The residual turbidity was deﬁned as the
average settled turbidity in the ﬁfty second interval around the selected capture
velocity. Because turbidity was recorded continuously as the suspension settled,
capture velocities between 2.7 mm
s
and 0.08mm
s
can be speciﬁed when the data is
analyzed.
5.4 Model
Conceptually, a successful ﬂocculation model would determine eﬀective collisions,
collisions that result in particle aggregation, as a function of ﬂoc size for a given
set of conditions. Since these parameters are not readily observable within a ﬂoc-
culator, measurable alternatives must be used. The dimensionless term Gθ has
been used as a measure of the collision potential provided by a ﬂocculator that
experiences laminar ﬂow, where G is proportional to the rate of collisions and θ is
the total time over which collisions occur (Cleasby, 1984). Equations 5.1 through
5.4 can be used to calculate G for a coiled ﬂocculator, as described in Tse et al.
(2011b).
G¯ =
64QPlant
3pid3Tube
(5.1)
Re =
4QPlant
pidTubeν
(5.2)
De =
√
0.5dTube
RBend
Re (5.3)
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G = G¯
(
1 + 0.033log(De)4
)0.5
(5.4)
where: G¯ is the average velocity gradient in a straight tube, QPlant is the plant
ﬂow rate, dTube is the diameter of the tube ﬂocculator, Re is the Reynolds number,
ν is the viscosity of water, De is the Dean number, and RBend is the radius of the
coil in the ﬂocculator. In laminar ﬂow G is related to the energy dissipation rate
, ε, by Equation 5.5. The experimental G of 51 s−1 corresponds to ε = 2.6 mW
kg
.
ε = νG2 (5.5)
It is well known that not all collisions between suspended particles are eﬀective,
i.e., they do not all result in aggregation. Attachment eﬃciency, α, has been used
to designate the fraction of collisions which result in aggregation. Unfortunately, α
is not directly measurable or easily estimated. However, the fractional coverage of
the colloid surface by coagulant can be estimated based on the geometric proper-
ties of the colloids and coagulant and is used here as an alternative for attachment
eﬃciency. Given the inﬂuent clay concentration, CInfluent, the coagulant concen-
tration, CPACl or CAl(OH)3 , and the coagulant aggregate size, dPACl or dAl(OH)3 , the
number of coagulant aggregates per clay platelet can be calculated (see Equation
5.6). As an initial approximation, kaolin clay platelets were assumed to have the
volume of a sphere with a diameter of 2µm (Ye et al., 2007; Lin et al., 2008).
The platelets were assumed to be cylinders with a 10:1 diameter to height ratio,
resulting in a diameter of 3.8µm, height of 0.38µm, and an initial surface area
of 27µm2. PACl aggregate diameters were determined experimentally to be ap-
proximately 180nm (using a Malvern Zetasizer Nano-ZS). Amorphous Al(OH)3
precipitate particles were estimated to be 100nm in diameter, but model calcula-
tions were not sensitive to this assumption (see discussion below). Since PACl is
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used as a coagulant by the Cornell water treatment plant, the solubility limit for
aluminum was satisﬁed for the tap water entering the experimental system (Bolton
Point Water System, 2012). The experiments used to create the model were per-
formed over several months and the soluble aluminum concentration in the source
water likely varied as indicated in the reported water characteristics (0− 0.17 mg
L
),
which may contribute to the spread of the data. As a result, the solubility limit
was assumed to be satisﬁed and was not subtracted from the dose administered
in experiments. However, this adjustment should be made in cases where the raw
water has yet to be dosed with coagulant as is shown in Equation 5.6. Benschoten
and Edzwald (1990) report the pH-dependent solubility of PACl and amorphous
Al(OH)3.
NperClay =
(
CCoag − CCoag(aq)
)
VClayρClay
pi
6
d3CoagρCoagCInfluent
(5.6)
where NperClay is the number of coagulant aggregates per clay, CCoag is the concen-
tration of coagulant, CCoag(aq) is the solubility of the coagulant at the appropriate
pH, VClay is the volume of a clay platelet, ρClay is the density of clay, 2.65
gm
mL
, dCoag
is the diameter of a coagulant aggregate, dPACl = 180nm and dAl(OH)3 = 100nm,
ρCoag is the density of the coagulant, ρPACl = 1.138
gm
mL
based on laboratory mea-
surement and ρAl(OH)3 = 2.42
gm
mL
as reported by IPCS (1998), and CInfluent is the
inﬂuent turbidity in mg
L
. Turbidities were translated from NTU to mg
L
Clay using
a conversion based on laboratory observations, 2 mg
L∗NTU .
The above calculation of coagulant aggregates per clay colloid does not account
for the possible attachment of coagulant to the walls of the experimental ﬂoccu-
lation tube. In the bench-scale of laboratory experiments the inner surface of the
ﬂocculation tube can be a signiﬁcant coagulant sink, a place where the coagulant
will adhere and be removed from all subsequent processes. The fraction of coag-
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ulant aggregates that adhere to colloids in the suspension, RClay, (i.e. those that
do not adhere to the ﬂocculator tube wall) can be estimated by Equation 5.7.
RClay =
SAClayTotal
SAClayTotal + SAWall
(5.7)
where SAWall is the surface area of the tube wall of the ﬂocculator, SAClayTotal
is the surface area of all the clay colloids in a liquid volume equal to that of the
ﬂocculator (Equation 5.8). SAWall is a function of the length of ﬂocculator tube,
LTube, and the circumference of the ﬂocculator tube, pidTube (Equation 5.10).
SAClayTotal = LTube
pi
4
d2TubeSAClayNClay (5.8)
NClay =
CInfluent
ρClayVClay
(5.9)
SAWall = LTubepidTube (5.10)
where CInfluent is the raw water clay concentration, NClay is number of clay colloids
per unit volume of suspension, and SAClay is the surface area of a single clay
platelet.
After substitution, Equation 5.7 becomes:
RClay =
SAClayTotal
SAClayTotal + SAWall
=
1
4
dTubeSAClayNClay
1
4
dTubeSAClayNClay + 1
=
1
1 + 4
dTubeSAClayNClay
(5.11)
The length of the ﬂocculator tube drops out of the equation and thus the length
of the zone where free coagulant aggregates are present is not needed to determine
the distribution of the coagulant between the ﬂocculator tube and the clay. The
correction for wall losses expressed as fraction of coagulant available to react with
clay is shown in Figure 5.2 as a function of inﬂuent turbidity.
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Figure 5.2: The fraction of coagulant aggregates that adhere to the surface of clay
colloids in the experimental apparatus, RClay, as a function of inﬂuent turbidity
Surface coverage of clay can also be reduced if coagulant particles stick to a clay
surface that is already occupied by coagulant. A Poisson distribution was used to
estimate the reduction in coverage due to coagulant aggregates stacking on top of
one another instead of attaching to uncovered clay surface (Equation 5.12).
Γ = 1− e
−d2Coag
SAClay
NperClayRClay
(5.12)
where SAClay is the surface area of a single clay platelet. A parallel analysis was
performed using a random number generator to consecutively place each coagulant
aggregate on a discretized grid. The ratio of occupied to total spaces on the
grid gave an estimate of the fractional clay coverage that agreed with Equation
5.12. The eﬀect of stacking is shown in Figure 5.3 and becomes signiﬁcant at high
coagulant doses.
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Figure 5.3: Fractional clay surface coverage for PACl and Al(OH)3.
With quantiﬁable parameters for collisions provided by the ﬂocculator (Gθ) and
surface coverage (Γ) as a measure of the probability of attachment, the properties
of the suspension must be incorporated into the model. The ﬂoc volume fraction,
φ, gives the fraction of the volume of the suspension occupied by the combination
of inﬂuent particles and precipitated coagulant. (Equation 5.13).
φ =
CCoagRClay
ρCoag
+
CInfluent
ρClay
(5.13)
The coagulant doses used in experiments contributed less than 2.5% to the ﬂoc
volume fraction and thus Equation 5.13 can be simpliﬁed to:
φ =
CInfluent
ρClay
(5.14)
In laminar ﬂow ﬂocculators the velocity between ﬂocs scales with the average
separation distance between ﬂocs. The time between ﬂoc collisions is inversely
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proportional to φ and directly proportional to the velocity between ﬂocs (or the
separation distance or φ1/3). The result is that for laminar ﬂow the average time
for ﬂoc collisions scales with φ2/3 (Weber-Shirk and Lion, 2010).
Based on the above analysis, the product of the dimensionless model param-
eters, GθΓφ2/3 was selected to characterize the number of eﬀective collisions pro-
vided by a laminar ﬂow tube ﬂocculator. The dependent parameter of interest
is the negative log of the fraction of clay particles remaining after the combined
ﬂocculation/sedimentation processes (Equation 5.15).
pC∗ = −log (C∗) = −log
(
CSettled
CInfluent
)
(5.15)
where CInfluent is the raw water clay concentration and CSettled is the settled water
clay concentration after a settling time, tCapture. In practice tCapture is set by the
hydraulic residence time and geometry of the tube or plate settlers in the sedimen-
tation tank. Experimentally tCapture was set in data analysis by the selection of a
capture velocity, VCapture (Equation 5.16).
tCapture =
hcolumn
VCapture
(5.16)
where hColumn is the distance between the top of the settling column and the point
within the turbidimeter where turbidity was measured. Tse et al. (2011b) provide
a detailed description of analysis of the data acquired by FReTA.
The experimental results were ﬁrst modeled by Equation 5.17 where m is the
slope, and b is the intercept.
pC∗ = mlog
(
GθΓφ2/3
)
+ b (5.17)
The fraction of clay particles remaining as residual turbidity was inversely pro-
portional to GθΓφ2/3 allowing the value of m to be set equal to 1. Using a slope of
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1 for the model reduced the number of ﬁtted parameters and did not signiﬁcantly
aﬀect the model ﬁt (R2 ≥ 0.90 for both PACl and alum). Equation 5.17 can be
simpliﬁed to:
C∗ =
(
βGθΓφ2/3
)−1
(5.18)
where the coeﬃcient, β = 10b.
5.5 Results
The results from 136 experiments are shown in Figure 5.4 for a capture veloc-
ity of 0.12 mm
s
which is a conservatively designed lamellar settler capture velocity
(Willis, 1978). The capture velocity is an input parameter to the data analysis
model and model application can be generalized for a range of capture velocities
between 0.1 mm
s
and 0.22 mm
s
as described below. The raw data for all inﬂuent
turbidities, hydraulic residence times, and doses are shown in Figure 5.4 for both
PACl and alum. The data has signiﬁcant spread, but generally shows a negative
slope, indicating that increased coagulant dose is positively correlated to turbidity
removal.
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Figure 5.4: Residual turbidity as a function of coagulant dose for VCapture =
0.12 mm
s
Transforming the residual turbidity by Equation 5.15 aggregates the data and
complicated trends are seen between the diﬀerent inﬂuent turbidities (Figure 5.5).
Given the same coagulant dose the highest removal eﬃciency is obtained by sam-
ples with turbidities of 50 and 150 NTU. Higher and lower inﬂuent turbidities both
perform more poorly. This optimal inﬂuent turbidity suggests that there are two
competing mechanisms that cause performance to worsen for both very high and
very low inﬂuent turbidities. The two competing mechanisms at a constant coagu-
lant dose are the fractional coverage of clay that decreases with increasing inﬂuent
turbidity and the ﬂoc volume fraction that increases with inﬂuent turbidity.
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Figure 5.5: pC∗ as a function of coagulant dose for VCapture = 0.12 mms
When the coagulant dose in Figure 5.5 was replaced with GθΓφ2/3 from Equa-
tion 5.18 the data collapses to a narrow band indicating that the composite inde-
pendent parameter, GθΓφ2/3, captures a large fraction of the trends present in the
data (see Figure 5.6). The coeﬃcient β was ﬁt to the data by using the mean of
the intercept for the lines with slope of 1 deﬁned by each data point The data for
very low eﬀective collision potential (ΓGθφ2/3 < 0.2 for PACl and ΓGθφ2/3 < 0.12
for alum) was removed before calculating β to eliminate suspensions that had in-
signiﬁcant sedimentation during the experimental settling time. The ﬂocs created
at such low eﬀective collision potentials all have settling velocities lower than the
capture velocity and negligible removal of turbidity was observed.
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Figure 5.6: Model ﬁt for pC∗ as a function of eﬀective collision potential for
VCapture = 0.12
mm
s
. Sample size, N, is 136 for PACl and 140 for Alum. R2PACl =
0.92 and R2Alum = 0.89.
The data analysis outputs β for each selected capture velocity (Table 5.1).
The relationship between β and capture velocity is shown in Figure 5.7 and was
modeled very well by an equation of the form β =
ηCoag
VCapture
(Equations 5.19 and
5.20).
βPACl =
ηPACl
VCapture
; R2 = .999, N = 13 (5.19)
βAlum =
ηAlum
VCapture
; R2 = .997, N = 13 (5.20)
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Table 5.1: Correlation coeﬃcient, R2, and ﬁtted parameter, β, for PACl and Alum
as a function of capture velocity. Sample size, N , is 133 for PACl and 136 for
Alum.
VCapture βPACl R
2
PACl βAlum R
2
Alum
0.1mm/s 4.37 0.93 6.99 0.90
0.12mm/s 3.65 0.92 5.82 0.89
0.14mm/s 3.12 0.91 4.99 0.88
0.16mm/s 2.73 0.90 4.37 0.88
0.18mm/s 2.43 0.90 3.88 0.88
0.20mm/s 2.19 0.85 3.49 0.84
0.22mm/s 1.99 0.83 3.18 0.84
where ηPACl = 0.49
mm
s
and ηAlum = 0.818
mm
s
. The lower bound of the capture
velocity range was set by the duration of settling in the experiments, and the upper
bound is likely set by the maximum sedimentation velocity of the ﬂocs given the
velocity gradient in the ﬂocculator.
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Figure 5.7: Model parameters as a function of capture velocity.
To generalize the ﬂocculation model within the range of tested capture veloci-
ties, Equations 5.19 and 5.20 were incorporated into Equation 5.18. Since surface
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Figure 5.8: Model predictions using coagulant dose needed to achieve a settled tur-
bidity of 3 NTU as a function of inﬂuent turbidity for a range of capture velocities.
θ = 1200 s, CSettled = 3NTU .
coverage, Γ, is a function of the the coagulant dose , CCoag, this relationship can be
used to predict the dose required to reduce the settled water turbidity to a desired
value for a sedimentation tank with a speciﬁed capture velocity (Equation 5.22).
As an example, the PACl and alum doses required to achieve a settled turbidity
of 3 NTU, a common inﬂuent turbidity for a rapid sand ﬁlter, are shown in Figure
5.8 for a range of inﬂuent turbidities and capture velocities.
C∗ =
(
ηCoag
VCapture
GθΓφ2/3
)−1
(5.21)
CCoag = ln
1−
 CInfluentηCoag
VCapture
CSettled
 1
Gθ
(
ρClay
CInfluent
) 2
3
 −dCoagpiρCoag
(
1 + dTubeSAClay
CInfluent
VClayρClay
)
6dTube
+CCoag(aq)
(5.22)
The model was validated by using it to predict residual turbidity for diﬀerent
experimental conditions than those used to obtain the model (i.e., diﬀerent inﬂuent
turbidity, velocity gradient, ﬂocculation time, coagulant dose and capture velocity).
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The predicted residual turbidity and measured residual turbidity are compared in
Figure 5.9.
5.6 Discussion
A mechanistically-based hydraulic ﬂocculation model has been created and vali-
dated for laminar ﬂows. The form and parameterization of the model led to several
useful ﬁndings. The inﬂuence of coagulant dose on ﬂocculation performance can be
explained by the fractional coverage of the colloid surface without regard for pre-
viously hypothesized coagulation mechanisms (charge-neutralization, electrostatic
patch, sweep ﬂoc, etc). The change in required coagulant dose for the range of
capture velocities embodied in the design of downstream sedimentation tanks is
predictable and is incorporated into the ﬂocculation model, increasing its ﬂexibility
and utility.
The ﬂocculation model utilizes experimental observations obtained over wide
operational ranges for many parameters. The inherent dimensionless relationships
embodied in the model are mechanistic and the model ﬁts are well-correlated to
the data. The predictive capability of the model is excellent. The reader is cau-
tioned that some model assumptions may not hold for all applications. While the
PACl aggregate diameter was experimentally measured, the aluminum hydroxide
aggregate diameter was estimated; 100nm was chosen to maximize the R2 value
for the model ﬁt. However, the model is not sensitive to this input; changing the
diameter of precipitated aluminum hydroxide to 50nm or 150nm only reduced the
R2 by 0.06.
In contrast to rapid sand ﬁltration where pC∗ is linearly proportional to ﬁlter
depth, the ﬂocculation model deﬁnitively shows that pC∗ is directly proportional
to the log of the eﬀective collision potential
(
log
(
ΓGθφ2/3
))
. While a particle
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Figure 5.9: Model validation using a) alum, CInfluent = 30NTU , θ = 1087 s,
G = 57.2 s−1 for VCapture = 0.10 mms . R
2 = 0.97 and b) PACl, CInfluent = 75NTU ,
θ = 997 s, and G = 63.3 s−1 for VCapture = 0.22 mms . R
2 = 0.99
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in a sand ﬁlter has an equal probability of being removed in the ﬁrst and last
centimeter of the ﬁlter, colloids are much more likely to be incorporated into a ﬂoc
in the ﬁrst centimeter of the ﬂocculator than in the last centimeter. Because ﬂocs
incorporate water as they grow, the ﬂoc volume fraction increases with ﬂoc size and
the frequency of collisions increases. Thus, the proportion of collisions that result
in aggregation, must decrease as ﬂocs grow. Selective removal of colloids with
high coagulant surface coverage is hypothesized to contribute to the diminishing
rate of turbidity removal. The adhesive properties of the coagulant do not change,
but as the colloids aggregate, the most adhesive surfaces are preferentially buried
within the growing ﬂoc. Furthermore, due to the random distribution of coagulant
aggregates to the surface of the colloids during coagulation, some statistical portion
of the colloids will have a lower fractional surface coverage of coagulant. These
colloids would be more likely to remain unaggregated in ﬂocculation because their
ability to adhere was lower.
The ﬁtted parameter, ηCoag, has units of velocity, therefore it must be a function
of parameters that give units of length per time. It is hypothesized that ηCoag
may be proportional to the mean sedimentation velocity of the suspension after
coagulation and ﬂocculation. Tse et al. (2011a) describe the inﬂuence of G on ﬁnal
ﬂoc sedimentation velocity and observed that residual turbidity tends to decrease
as G decreases. This relationship merits additional research.
The ﬂocculation model provides a fundamental basis for the non-stoichiometric
relationship between coagulant dose and the suspended solids concentration of the
raw water. The ﬁve terms in ﬂocculation equation set the interactions between raw
water properties (φ and colloid surface area which contributes to Γ), coagulant size
and dose (which also contribute to Γ), ﬂocculator design (Gθ), and sedimentation
tank design (VCapture). In a given water treatment plant operating at constant ﬂow
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rate the ﬂocculator and sedimentation tank parameters are constant. An increase
in turbidity causes an increase in φ, which improves C∗, and at constant coagulant
dose causes a decrease in Γ, which decreases C∗. The competing inﬂuences of
φ and Γ cause both very high and very low turbidity waters to be diﬃcult to
ﬂocculate. High turbidity water is diﬃcult to treat because the required coagulant
dose becomes very large. Low turbidity water is hard to treat because φ is small
and thus collisions are infrequent.
The important role of coagulant loss to reactor surfaces is characterized and
provides insight into optimal ﬂocculator geometry to reduce wall losses. Reactor
geometry should minimize the surface area of the ﬂocculator walls by using ﬂow
passages that are close to square. This is especially important for small scale
hydraulic ﬂocculators where distances between ﬂocculator baes are reduced and
coagulant loss is more signiﬁcant.
The form of the model indicates that increasing the residence time in the ﬂoc-
culator leads to quantiﬁable improvements in performance or a reduction in the
coagulant demand. This information can be used to optimize reactor design, min-
imize costs, and forecast chemical costs. While not the focus of this study, the
inﬂuence of sedimentation tank capture velocity on required coagulant dose is de-
picted in Figure 5.8. With this information, capture velocity can be chosen in
the same way that hydraulic residence time in the ﬂocculator can be chosen, by
comparing construction costs and site considerations to coagulant costs.
It is noteworthy that the predictive success of the model is achieved without
incorporating the charge of the colloids or coagulant. The lack of a stoichiometric
relationship between raw water turbidity and required coagulant dose in these ex-
periments suggested that surface charge neutralization was not a controlling factor
in ﬂocculation. There are also reports in the literature where successful ﬂoccu-
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lation has been achieved when particle surface charge had not been neutralized
(Gao et al., 2005; Wu et al., 2007; Chu et al., 2008). The experimental data do
not provide any evidence of a shift in particle removal that could be attributed to
charge neutralization, as this eﬀect would be expected to be reﬂected by a large in-
cremental change in pC∗ over a small incremental change in coagulant dose where
charge neutralization occurs. In addition no decrease in pC∗ was observed at high
coagulant dose, as would be expected with charge reversal. Thus, inclusion of
surface charge in the model was not justiﬁed by the data.
The model is a powerful predictor of ﬂocculation behavior under the tested
conditions. Further tests should be done to expand the reach of the model from
laminar ﬂow (bench-scale) ﬂocculators to turbulent ﬂow (ﬁeld-scale) hydraulic ﬂoc-
culators. It is expected that the same mechanistic relationships will be present with
the exception of G which is not expected to characterize turbulent ﬂow ﬂoccula-
tion. Flocculator properties characterized by G in laminar ﬂow can be described
by ε1/3 in turbulent ﬂow (Weber-Shirk and Lion, 2010). Similarly, natural waters
with varying water chemistry and colloid types should be tested to elucidate the
impact of natural organic matter, pH, and alkalinity on ﬂocculation performance.
The importance of surface area as a coagulant sink suggests that small diameter
particulate matter would be signiﬁcant sinks for coagulant. In addition, complex-
ation of added coagulant by natural dissolved organic matter can also act as a
coagulant sink and increase the required dose. It is reasonable to believe that with
additional testing this model could be the basis for ﬂocculation design and opera-
tion for a wide range of hydraulic ﬂocculators and source waters. Mechanistically
based predictive models for ﬂocculator design and operation are possible and merit
further development for synthesis into scalable guidelines for engineers and plant
operators.
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CHAPTER 6
CONCLUSIONS AND RECOMMENDATIONS FOR FUTURE
RESEARCH
The AguaClara Program at Cornell University has a track record that demon-
strates it provides innovations and improved designs to enhance the performance
of the water treatment plants. Feedback from the laboratory and plant opera-
tors provides the impetus for new research questions and insights into on-going
research.
One of the foremost hurdles in the development of AguaClara technology has
been devising a method for accurately and precisely administering process chem-
icals while adhering to the fundamental AguaClara design constraint of creating
simple, robust, sustainable solutions that do not rely on electricity. Modern wa-
ter treatment plants have computerized control and precise metering pumps at
their disposal. AguaClara designs also demand accurate metering. The author in
conjunction with students in the AguaClara program has developed a Chemical
Dose Controller (CDC) that utilizes gravity, hydrostatic pressure, and head loss to
predictably meter process chemicals, such as aluminum sulfate or polyaluminum
chloride (PACl) for coagulation, and chlorine for disinfection. The Linear Flow
Oriﬁce Meter invented by the AguaClara team compliments the linear CDC. The
oriﬁce meter provides accurate ﬂow measurement of the plant ﬂow rate and creates
a linear relationship between depth of water in the entrance tank and plant ﬂow
rate. This linear response is used as an input to the linear CDC.
The existing design guidelines for gravity-powered hydraulic ﬂocculators are
empirical and are based on design parameters that are known to be incorrect
for turbulent ﬂow. The dynamics of how physical parameters aﬀect ﬂocculation
are also not well understood. The goal of AguaClara's ﬂocculation research is
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to determine the parameters (such as optimal energy dissipation rate, hydraulic
residence time, coagulant dose, conditions for rapid mix, etc.) that will produce
quickly settling ﬂocs for a variety of inﬂuent water qualities and to provide ratio-
nal mechanistically-based guidelines for design of ﬂocculation systems. Through
extensive testing with the bench-scale FReTA apparatus, a predictive ﬂocculation
model was created which uses directly observable parameters to predict ﬂoccula-
tion performance. The potential applications of this model cannot be understated.
The strong correlation between turbidity removal (pC∗) and eﬀective collisions
(ΓGθφ2/3) in a model which is based on 136 experiments and includes only one
ﬁtted parameter is the basis for its commendation. Future experiments concerning
the eﬀect of organic matter on coagulant behavior, for example, could allow the
model to be generalized to a wide array of source waters.
While the speciﬁc conditions tested in the research presented here are relatively
common and the knowledge gained is applicable, the true value in these systems
are their ﬂexibility. The scalable design algorithms for the LFOM and LCDC
posted online make those systems available and useful to billions of people. The
FReTA apparatus and data processing system can be used to test many types
of inﬂuent conditions, ﬂocculator designs, and sedimentation tank geometries (via
capture velocity). The basic mechanisms of coagulant behavior are much closer
to being fully understood. Finally, the robust ﬂocculation model with it's strong
ﬁt to an extensive data set and few ﬁtted parameters will change the collective
understanding of ﬂocculation and permit optimization of ﬂocculator design.
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